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PB-EX-ER-001 151 6/30/2021 Police building Exterior Accessible route curb ramp by accessible parking Owned Public 1
Accessible 

route

landing at top of 

curb ramp

ANSI 406.7  & 

405.2

Cross slope of a ramp and landing shall not exceed 2%. 

This is at 6.6%
N N N/A Remove and repour ramp and walk so it meets specifications for slope of ramp run and cross slopes. 1 Medium

 See separate Infrastructure 

spreadsheet 
4         

 See separate 

Infrastructure 

spreadsheet 

        

PB-EX-PF-001 152 6/30/2021 Police building Exterior parking Police parking lot by police building Owned Public 1
Van accessible 

parking spaces

east of police 

building
IBC 1106

Spcce dimensions are appropriate but none of the 

spaces are noted as Van accessible.  At least one 

accessible space must be van accessible

N N N/A
provide van accessible parking signage on any one of the accessible spaces. They are all appropriately sized 

for a van space. 
1 Low

 See separate Infrastructure 

spreadsheet 
2     

 See separate 

Infrastructure 

spreadsheet 

            

CH-ML-CR-001 153 7/7/2021 City Hall Interior Accessible Route Conference rooms B Owned Public 3
accessible 

route
1st floor route, entry and turning circle are all provided Y none needed N/A 1  $                                             -   0  $                           -                   

CH-ML-CR-002 154 7/7/2021 City Hall Interior Accessible Route Conference rooms C Owned Public 3
Accessible 

route
1st floor route, entry and turning circle are all provided Y none needed N/A 1  $                                             -   0  $                           -                   

PB-ML-LR-001 155 7/22/2021 Police Building Interior Accessible Route Main entry Primary entry to lobby Owned Public 3
Door 

clearances
lobby entry ANSI 404.2.2 Doors  provide 32" clear width as required. Y none needed N/A 1  $                                             -   0  $                           -                   

PB-ML-LR-002 156 7/22/2021 Police building Interior Accessible route lobby entry primary entry to lobby Owned Public 3
Door operator 

switch
lobby entry side ANSI 309

Located within the required reach range and out of 

swing of door
Y none needed N/A 1  $                                             -   0  $                           -                   

PB-ML-LR-003 157 7/22/2021 Police building Interior Lobby Phone nitch near entry Owned Public 4 Public phone lobby ANSI 704
Chord length is not 29" minimum without stretching the 

cord.  No volume control on the phone
N N replace phone with one that has volume control and a 29" minimum handset cord length 1 Routine Maintenance  $                                           188 1    $                         188               

PB-ML-LR-004 158 7/22/2021 Police building Interior Lobby Phone nitch near entry Owned Public 4 Public phone lobby ANSI 308 Outlet height at phone nitche is within spec Y None needed N/A 1  $                                             -   0  $                           -                   

PB-ML-LR-DF-001 159 7/22/2021 Police building Interior Hall off lobby Drinking fountain in corridor hall to restrooms by lobby Owned Public 4 spout height lobby ANSI 602.4 spouts are at 34" and 41" and within spec Y None needed N/A 1  $                                             -   0  $                           -                   

PB-ML-LR-D-001 160 7/22/2021 Police building Interior Hall off lobby Door to hallway RR corridor Owned Public 4
Door 

clearances
Corridor ANSI 404.

Door size approach clearances and operating hardware 

are all in compliance but pressure required to open door 

exceeds the 5# limit in ANSI and closes faster than 

specified in ANSI 404.2.7

N N Adjust door speed and pressure to meet ANSI specs 1 Routine Maintenance  $                                             63 1    $                          63               

PB-ML-RRM-D-001 161 7/22/2021 Police building Interior Men's RR exterior side of entry door to RR RR at Corridor Owned Public 2

Door 

clearances and 

spec

Corridor side of 

men's RR
ANSI 404 

Door size, approach clearances and operating hardware 

are all in compliance on th exterior side. Door closing 

speed and force exceed ANSI specs.

N N N/A Adjust door speed and pressure to meet ANSI specs 2 Routine Maintenance  $                                             63 1    $                          63               

PB-ML-RRM-D-001 162 7/22/2021 Police building Interior Men's RR Interior side  RR at Corridor Owned Public 2
Door 

clearances

Interior side 

approach
ANSI 404

Door size, approach clearances and operating hardware 

are all in compliance on th exterior side. 
Y None needed N/A 2  $                                             -   0  $                           -                   

PB-ML-RRM-001 163 7/22/2021 Police building Interior Men's RR Lav sinks RR at corridor Owned Public 2 Height AFF lav sink ANSI 606.3
Height of sink is at 34.5" where a maximum of 34" is 

allowed.
N N N/A Lower sink and counter so top of sink is at 34" max AFF 9 High  $                                        2,500 5            $                      2,500       

PB-ML-RRM-001 164 7/22/2021 Police building Interior Men's RR Lav  area RR at Corridor Owned Public 2 soap disp lav sink ANSI 308. Dispenser is properly located for reach range Y None needed N/A 9  $                                             -   0  $                           -                   

PB-ML-RRM-001 165 7/22/2021 Police building Interior Men's RR urinal RR at Corridor Owned Public 2
Urinal height/ 

depth
RR ANSI 605.2 height and depth per ANSI spec Y None needed N/A 9  $                                             -   0  $                           -                   

PB-ML-RRM-001 166 7/22/2021 Police building Interior Men's RR Accessible stall RR at Corridor Owned Public 2
Stall 

dimensions
RR ANSI 604.3

Stall is 59.5"deep and 59.5" wide. While not off much it 

is required to be a minimum of 60" wide from side wall.
N N N/A

Move stall partition to create the needed space. Bear in mind that you do not create less than 15" from CL of 

urinal to accessible stall partition adjacent to the urinal
9 High  $                                        1,250 5            $                      1,250       

PB-ML-RRM-001 167 7/22/2021 Police building Interior Men's RR Accessible water closet RR at Corridor Owned Public 2 WC location RR ANSI  604.2
WC is located so Center line is at 18-3/8" off the side 

wall. It is required to be 16" to 18".
N N N/A

relocate stool using an offset flange may be a possibility or change wall covering but then the width of the 

stall will be less than required--more so than it already is. 
9 Medium  $                                        1,875 3        $                      1,875           

PB-ML-RRM-001 168 7/22/2021 Police building Interior Men's RR accessible stall RR at Corridor Owned Public 2 Grab bars vertical ANSI 604.5.1
No vertical grab bar is installed. It was not required at 

the time of original construction
N N N/A 9 Routine Maintenance  $                                           156 1    $                         156               

PB-ML-RRM-001 169 7/22/2021 Police building Interior Men's RR Accessible stall RR at Corridor Owned Public 2
Baby changing 

station
in stall ANSI  603.5

Baby changing station must comply with 309 and 902.  

Station is located in the clear area for the accessible 

wter closet.  But it is not typically being used at the 

same time an the water closet. The height is required to 

be 28" min and 34" max AFF. It is at 36"AFF. operable 

parts to open it must be at 48" maximum.  it is above 

that. 

N N N/A relocate so it is within the specified ranges. 9 Routine Maintenance  $                                           125 1    $                         125               

PB-ML-RRM-001 170 7/22/2021 Police Building Interior Men's RR Accessible stall RR at Corridor Owned Public 2 stall door pull side ANSI  604.9.3
Stall door is required to have pulls on both faces in and 

out
N N N/A install door pull on pull side of door 9 Routine Maintenance  $                                             94 1    $                          94               

PB-ML-RRM-001 171 7/22/2021 Police Building Interior Men's RR common space in RRr RR at Corridor Owned Public 2 Coat hook outside of stall ANSI 803.5
Coat hooks provided within a room shall be 48" max 

AFF these are at 70" 
N N N/A lower the coat hook to 48" AFF or remove. 9 Routine Maintenance  $                                             63 1    $                          63               

PB-ML-RRW-001 172 7/22/2021 Police Building Interior Women's RR Lav sinks RR at Corridor Owned Public 2 height lav sink ANSI 606.3
lav sink is too high at 34.75" where 34" max AFF is 

allowed
N N N/A lower the sink and counter 7 High  $                                        2,500 5            $                      2,500       

PB-ML-RRW-001 173 7/22/2021 Police building Interior Women's RR dispensers RR at Corridor Owned Public 2 Dispensers in RR ANSI 308 & 309

TP, paper towell soap dispnsers are all good but lady's 

sanitary napkin dispenser is too high. 60" to operable 

parts where 48" max AFF is allowed.

N N N/A lower dispenser so coins slot and all other operable parts are not above 48" AFF 7 Routine Maintenance  $                                             94 1    $                          94               

PB-ML-RRW-001 174 7/22/2021 Police building Interior Women's RR coat hook RR at Corridor Owned Public 2 height
common area 

of RR
ANSI 803.5

Coat hook is at 71" AFF where a max of 48" AFF is 

allowed
N N N/A Remove or lower one of the two hooks to 48"AFF 7 Routine Maintenance  $                                             63 1    $                          63               

PB-ML-RRW-001 175 7/22/2021 Police building Interior Women's RR Accessible stall RR at Corridor Owned Public 2 hardware inside ANSI 604.9.3
door pull is not installed on both inside and outside of 

door
N N N/A install pull handle on inside of stall door. 7 Routine Maintenance  $                                             94 1    $                          94               

PB-ML-RRW-001 176 7/22/2021 Police building Interior Women's RR Accessible stall RR at Corridor Owned Public 2 size in stall ANSI 604 Stall is correct size and WC is properly located Y none neeed N/A 7  $                                             -   0  $                           -                   

PB-ML-RRW-001 177 7/22/2021 Police building Interior Women's RR Accessible stall RR at Corridor Owned Public 2 grab bars in stall ANSI  604.9.6 The required vertical grab bar is not installed N N N/A install the required Vertical grab bar per ANSI 7 Low  $                                           625 2      $                         625             

PB-ML-RRW-001 178 7/22/2021 Police building Interior Women's RR Accessible stall RR at Corridor Owned Public 2
Baby changing 

station
in stall ANSI 603.5

Changing station is at 36" wher 28" to 34" AFF is 

required
N N N/A lower changing station to meet required height. 7 Routine Maintenance  $                                           125 1    $                         125               

PB-ML-RRW-RRM-D-001 179 7/22/2021 Police building Interior Men's and Women's RR Entry door RR at Corridor Owned Public 2 door  entry push side ANSI 404.2.8 Opening force cannot exceed 5# both doors are at 12#. N N N/A adjust door closing speed and opening force to meet ANSI 404. 1 Routine Maintenance  $                                             63 1    $                          63               

PB-ML-CR-IR-001 180 7/22/2021 Police building Interior PD training Room A Training room Some public access Owned Public 4 Ramp slope to platform ANSI 405.8 slope 4% is Ok less than max 8.33% Y none needed N/A 1  $                                             -   0  $                           -                   

PB-ML-OR-D-001 181 7/22/2021 Police building Interior Traing room A Training room rear exit Some plublic access Owned Public 4 Door rear exit ANSI 404 .2.8
Door opening force is in excess of 5# mas. Measures 

18# to push open
N N N/A Adjust door closer speed and pressure to meet specifcations 1 Routine Maintenance  $                                             63 1    $                          63               

PB-ML-OR-COU-001 182 7/22/2021 Police building Interior Break area off training room A counter Owned Public 4 operable parts At counter ANSI 308
Outlet is at 42" AFF over a 23.5" counter--that is in 

compliance
Y none needed N/A 1  $                                             -   0  $                           -                   

PB-ML-LR-COU-001 183 7/22/2021 Police Building Interior Lobby service counter main lobby Owned Public 4 height depth counter ANSI 904
Height is 34" and depth 10"  same depth as rest of 

counter. 
Y none needed N/A 1  $                                             -   0  $                           -                   

CB-ML-LR-001 184 7/22/2021 Courts Building Interior lobby service counters/stations main lobby Owned Public 4 dimensions service lobby ANSI 904 All counters the same and all in compliance. Y none needed N/A 1  $                                             -   0  $                           -                   

CB-ML-LR-ELV-001 185 7/22/2021 Courts Building Interior Elevator lobby off main lobby Owned Public 3 signage height ANSI chptr 7 Size, location, braille and tactile all in compliance Y none needed N/A 3  $                                             -   0  $                           -                   

CB-ML-LR-ELV-001 186 7/22/2021 Courts Building Interior Elevator lobby off main lobby Owned Public 3 dimensions inside ANSI 407.4.1
 must be 36" min in width and 54" min in depth. This car 

is 40" x 52"
N N N/A Very difficult and costly to change as it would likely also require change of shaft to fit the new car. 3 High  $                                    125,000 6              $                  125,000     

CB-ML-LR-ELV-001 187 7/22/2021 Courts Building Interior Lower level ciirculation path to elevator near elevator Owned Public 4 Projection 
In elevaor 

waiting area
ANSI 307.2

Projection into circulation path of greater than 4" 

requires a barrier 
N N N/A

either provide the required barrier to prevent the unsighted from walking into the DF or move to a location out 

of the Sirculation path
3 Medium  $                                        1,500 4          $                      1,500         

CB-LL-CR-001 188 7/22/2021 Courts Building Interior lower level Courtrooms A & B lower level Owned Public layout courts IBC 1108.4 courtroom layout and jury box is in spec. Y None needed N/A 1  $                                             -   0  $                           -                   

CB-LL-RRM-001 189 7/22/2021 Courts Building Interior Men's RR RR lower level Owned Public 2 height lav sink ANSI 606.3 Front of lav sink shall be 34" max AFF this is at 34.5" N N n/A lower counter and sink to be in spec. 8 High  $                                        2,500 5            $                      2,500       

CB-LL-RRM-001 190 7/22/2021 Courts Building Interior Men's RR RR Lower level Owned Public 2 reach range
soap dispenser 

at lav
ANSI 308

Soap dispenser is at 51" AFF where a maximum of 44" 

is allowed over a 23" deep counter
N N N/A lower soap dispenser to be within spec 8 Routine Maintenance  $                                             63 1    $                          63               

CB-LL-RRM-001 191 7/22/2021 Courts Building Interior Men's RR RR lower level Owned Public 2 urinal 1 of 2 IPC

all urinals and Water closets are requred to have a 

privacy screen between them. These do not have the 

required screen

N N N/A
install privacy screen but make sure you maintain the required 30" width for each urinal centered on the 

urinal.
8 Medium  $                                        1,500 3        $                      1,500           

CB-LL-RRM-001 192 7/22/2021 Courts Building Interior Men's RR RR lower level Owned Public 2 Door Accessible stall ANSI 604.9.3
Door pull is required on boths sides of the door, there is 

none on the outside of the stall door
N N N/A install door pull on outside of door 8 Routine Maintenance  $                                             94 1    $                          94               

CB-LL-RRM-001 193 7/22/2021 Courts Building Interior Men's RR RR lower level Owned Public 2 Door Accessible stall ANSI 604.9.3 stall door is required to be self-closing N N N/A adjust closer or install new self closing hinge 8 Routine Maintenance  $                                             63 1    $                          63               

CB-LL-RRM-001 194 7/22/2021 Courts Building Interior Men's RR RR lower level Owned Public 2 Coat hook Accessible stall ANSI 604.8
Coat hook on stall door is required to be no higher than 

48" AFF. This one is at 52"
N N N/A lower coat hook to appropriate height 8 Routine Maintenance  $                                             63 1    $                          63               

CB-LL-RRM-001 195 7/22/2021 Courts Building Interior Men's RR RR lower level Owned Public 2 Grab bars Accessible stall ANSI 604.5.1
Grab bars are properly installed but the vertical grab bar 

is missing
N N N/A Install a vertical grab bar 8 Low  $                                           625 2      $                         625             

CB-LL-RRM-001 196 7/22/2021 Courts Building Interior Men's RR RR lower level Owned Public 2 WC Accessible stall ANSI 604.2
Water closets shall be located so the center is 16" to 18" 

off side wall. This one is located at 18.5"
N N N/A reinstall using a off set flange or move to appropriate location 8 Medium  $                                        1,875 3        $                      1,875           

CB-LL-RRW-001 197 7/22/2021 Courts Building Interior Women's RR RR lower level Owned Public 2 height Lav sink ANSI  606.3
Height of front of lav sink shall be 34" max. This one is 

at 34.75" AFF
N N N/A lower counter and sink to be within spec 7 High  $                                        2,500 5            $                      2,500       

CB-LL-RRW-001 198 7/22/2021 Courts Building Interior Women's RR RR lower level Owned Public 2 reach range
sanitary 

dispenser
ANSI 309

Reach range of operable parts must be no more than 

48" AFF. Coin slot on this is 59" AFF
N N N/A lower to appropriate height 7 Routine Maintenance  $                                             94 1    $                          94               

CB-LL-RRW-001 199 7/22/2021 Courts Building Interior Women's RR RR lower level Owned Public 2 Dimensions Accessible stall ANSI 604.3

Accessible stall clear area shall be 60" wide by 56" 

deep. This one is only 54" deep to door. Door cannot 

swing into clear area

N N N/A Reconfigure door location to provide the required clear area 7 Medium  $                                        1,875 3        $                      1,875           

CB-LL-RRW-001 200 7/22/2021 Courts Building Interior Women's RR RR lower level Owned Public 2 Door pull Accessible stall ANSI 604.9.3
Door pull is required on boths sides of the door, there is 

none on the inside of the stall door
N N N/A install door pull on inside 7 Routine Maintenance  $                                             94 1    $                          94               

CB-LL-RRW-001 201 7/22/2021 Courts Building Interior Women's RR RR lower level Owned Public 2 coat hook Accessible stall ANSI 604.8
Coat hook must be no higher than 48" AFF this one is at 

53" AFF
N N N/A lower coat hook to be within spec 7 Routine Maintenance  $                                             63 1    $                          63               

CB-LL-RRW-001 202 7/22/2021 Courts Building Interior Women's RR RR lower level Owned Public 2 Grab bar Accessible stall ANSI 604.5.1
Grab bars are properly installed but the vertical grab bar 

is missing
N N N/A install the required Vertical grab bar per ANSI 7 Low  $                                           625 2      $                         625             

CB-LL-RRW-001 203 7/22/2021 Courts Building Interior Women's RR RR main level Owned Public 2 Vending
Vending machines are installed but allow adequate 

room for turning and access and reach ranges
Y none needed N/A 7  $                                             -   0  $                           -                   

CB-ML-RRM-001 204 7/22/2021 Courts Building Interior  Men's RR RR at entry Owned Public 2 entry door
ingress and 

egress from RR
ANSI 404

Door meets clear maneuvering space requirements on 

both sides of door
Y none needed N/A 9  $                                             -   0  $                           -                   

CB-ML-RRM-001 204 7/22/2021 Courts Building Interior Men's RR RR at entry Owned Public 2 lav sink ANSI 606.3
Lav sink is at appropriate height and all dispensers at 

lav sink are correct
Y none needed N/A 9  $                                             -   0  $                           -                   

CB-ML-RRM-001 205 7/22/2021 Courts Building Interior Men's RR RR at entry Owned Public 2 dimensions Accessible stall ANSI 604.3
stall is 55" deep to door. It is required to be 56" and door 

cannot swing into clear space
N N N/A

relocated stall door to provide required clear space or alter in another manner to maintain required clear 

space.
9 Medium  $                                        1,875 3        $                      1,875           

CB-ML-RRM-001 206 7/22/2021 Courts Building Interior Men's RR RR at entry Owned Public 2 Door pull Accessible stall ANSI 604.9.3
Door pulls is required on both sides of door. There is 

none on the outside of the stall door
N N N/A install door pull on outside of stall door 9 Routine Maintenance  $                                             94 1    $                          94               

CB-ML-RRM-001 207 7/22/2021 Courts Building Interior Men's RR RR at entry Owned Public 2 Coat hook Accessible stall ANSI 604.8
Coat hook must be no higher than 48" AFF this ione is 

at 53"AFF.
N N N/A lower coat hook to appropriate height 9 Routine Maintenance  $                                             63 1    $                          63               

CB-ML-RRM-001 208 7/22/2021 Courts Building Interior Men's RR RR at entry Owned Public 2 WC Accessible stall ANSI 604.2
Water closet is required to be 16" to 18" to CL off side 

wall. This is at 18-3/8".
N N N/A reset WC to meet dimension requirements 9 Medium  $                                        1,875 3        $                      1,875           

CB-ML-RRM-001 209 7/22/2021 Courts Building Interior Men's RR RR at entry Owned Public 2 Grab bars Accessible stall ANSI 604.5.1
Grab bars are properly located but no vertical side bar is 

installed
N N N/A install required vertical grab bar 9 Low  $                                           625 2      $                         625             

CB-ML-RRM-001 210 7/22/2021 Courts Building Interior Men's RR RR at entry Owned Public 2
Baby changin 

station
Accessible stall  ANSI 603.5

Baby station is at 36" to front lip when open where 28 to 

34" is required
N N N/A lower baby changing station 9 Routine Maintenance  $                                           125 1    $                         125               

CB-ML-RRM-001 211 7/22/2021 Courts Building Interior Men's RR RR at entry Owned Public 2
Baby changing 

station
Accessible stall ANSI 603.5

Operable portions of baby station shall be no more than 

48" AFF this is higher
N N N/A lower to meet note above and reach range for operable parts 9 Routine Maintenance  $                                           125 1    $                         125               

CB-ML-RRW-001 212 7/22/2021 Courts Building Interior Women's RR RR at entry Owned Public 2 Door clear area egress side ANSI 404
Door location meets all clear maneuvering  

requirements
Y none needed N/A 9  $                                             -   0  $                           -                   

CB-ML-RRW-001 213 7/22/2021 Courts Building Interior Women's RR RR at entry Owned Public 2
Stall 

dimensions
Accessible stall ANSI 604.3 Stall is 59.5" x 59.5" to door where 56" x 60" is required N N N/A perhaps changing the wall covering will give the added 1/2" for the width or moving the stall panel. 9 High  $                                        6,250 5            $                      6,250       

CB-ML-RRW-001 214 7/22/2021 Courts Building Interior Womens RR RR at entry Owned Public 2
Baby changing 

station
Accessible stall Ansi 603.5

Baby station is at 36" AFF to front lip when open where 

28" to 34" is required
N N N/A lower to the required height 9 Routine Maintenance  $                                           125 1    $                         125               

CB-ML-RRW-001 215 7/22/2021 Courts Building Interior Women's RR RR at entry Owned Public 2
Baby changing 

station 
Accessible stall ANSI 603.5

Operable portions of baby station shall be no more than 

48" AFF this is higher
N N N/A Lower station to get operable handle within 48" AFF and meet item 214 above. 9 Routine Maintenance  $                                           125 1    $                         125               

CB-ML-RRW-001 216 7/22/2021 Courts Building Interior Women's RR RR at entry Owned Public 2 Door Accessible stall ANSI 604.9.3
Door pulls is required on both sides of door. There is 

none on the inside of the stall door
N N N/A Install door pull on inside of door to stall. 9 Routine Maintenance  $                                             94 1    $                          94               

CB-ML-RRW-001 217 7/22/2021 Courts Building Interior Women's RR RR at entry Owned Public 2 Coat Hook Accessible stall ANSI 604.8
Coat hook must be no higher than 48" AFF. This one is 

at 49".
N N N/A Remove or reinstall at proper height 9 Routine Maintenance  $                                             63 1    $                          63               

CB-ML-RRW-001 218 7/22/2021 Courts Building Interior Women's RR RR at entry Owned Public 2 WC Accessible stall ANSI 604.2
Water closet must be 16" to 18" from side wall to Center 

line.. This is at 18.5"
N N N/A move water closet to gett 16" to 18" from side wall to center line of WC 9 Medium  $                                        1,875 3        $                      1,875           

CB-ML-RRW-001 219 7/22/2021 Courts Building Interior Women's RR RR  at entry Owned Public 2 Grab bars Accessible stall ANSI 604.5.1
Grab bars are properly located but no vertical side bar is 

installed
N N N/A install side vertical grab bar per ANSI. 9 Low  $                                           625 2      $                         625             

CB-ML-RRW-001 220 7/22/2021 Courts Building Interior Women's RR RR at entry Owned Public 2 Lav Accessible  lav ANSI 606.3 Lav is at proper height and position Y none needed N/A 9  $                                             -   0  $                           -                   

BREAK - 2021 ABOVE, 2022 BELOW
no inspection was done of non public areas inclusing 

holding cells. These areas aare regulated by ANSI and 

ADA but not part of the scope of this project. 

 $                                             -   

JC-LL-HCM-001 221 1/21/2022 Justice Center Interior
Adult male Accessible Holding 

cells
AM-5 basement Owned Public 4 water closet holding cell N ANSI 604.2 N N N

Center line of stool is 21" from side wall. 16 to 18" is required. relocate WC to bring distance from side wall 

into compliance or build a  wall adjacent to WC to meet side wall distance requirements. Important so that 

the grab bars are properly located.

6 High  $                                      12,500 5            $                    12,500       

JC-LL-HCM-001 222 1/21/2022 Justice Center Interior
Adult male Accessible Holding 

cells
AM-5 basement Owned Public 4 side Grab bar holding cell N ANSI 604.5.1 N N N

side wall grab bar is improperly located. It is more than 12" forward from the rear wall and 37.5" AFF. 

Relocate side wall grab bar so it is no more than12" forward of the rear wall and located between 34 and 36" 

to the top of the bar from finished floor. Bar must be 42" long and extend to 54" from rear wall to end of bar.

6 Medium  $                                        3,125 3        $                      3,125           

JC-LL-HCM-001 223 1/21/2022 Justice Center Interior
Adult male Accessible Holding 

cells
AM-5 basement Owned Public 4

Vertical Grab 

bar
holding cell N ANSI 604.5.1 N N N The required vertical grab bar is not provided. add a vertical side wall grab bar. 6 Medium  $                                        3,750 3        $                      3,750           

JC-LL-HCM-001 224 1/21/2022 Justice Center Interior
Adult male Accessible Holding 

cells
AM-5 basement Owned Public 4 Rear Grab bar holding cell Y ANSI 604.5.2 Y Y none needed Rear grab bar is in compliance 6  $                                             -   0  $                           -                   

JC-LL-HCM-001 225 1/21/2022 Justice Center Interior
Adult male Accessible Holding 

cells
AM-5 basement Owned Public 4 Lav sink Holding cell Y ANSI 606 Y Y none needed lav sink is in compliance 6  $                                             -   0  $                           -                   

JC-LL-HCM-001 226 1/21/2022 Justice Center Interior
Adult male Accessible Holding 

cells
Adult male basement Owned Public 4 # of Acc cells Adult male Y IBC 1108.4.2 Y Y none needed one of each type is required to be accessible 3 non and 1 accessible provided for adult males 6  $                                             -   0  $                           -                   



JC-LL-HCJ-001 227 1/21/2022 Justice Center Interior Juvenile Accessible holding cell JM-5 basement Owned Public 4 # of Acc cells
Juv male 

holding cell
Y IBC 1108.4.2 Y Y none needed two of this type are provided 12  $                                             -   0  $                           -                   

JC-LL-HCJ-001 228 1/21/2022 Justice Center Interior Juvenile Accessible holding cell JM-5 basement Owned Public 4 water closet
Juv male 

holding cell
N ANSI 604.2 N N N

Center line of stool is 19" from side wall where 16 to 18" is req'd. water closet or build wall adjacet to side of 

water closet so  WC is properly positioned. 
12 High  $                                      12,500 5            $                    12,500       

JC-LL-HCJ-001 229 1/21/2022 Justice Center Interior Juvenile Accessible holding cell JM-5 basement Owned Public 4 side grab bar Juv holding cell N ANSI 604.5.1 N N N
Side grab bar is 37.5" AFF where 34 to 36" to the top is required. relocate grab bar to proper position and 

height AFF
12 Medium  $                                        3,125 3        $                      3,125           

JC-LL-HCJ-001 230 1/21/2022 Justice Center Interior Juvenile Accessible holding cell JM-5 basement Owned Public 4
Vertical Grab 

bar

Juv male 

holding cell
N ANSI 604.5.1 N N N The required vertical grab bar is not provided. add a vertical side wall grab bar. 12 Medium  $                                        3,750 3        $                      3,750           

JC-LL-HCJ-001 231 1/21/2022 Justice Center Interior Juvenile Accessible holding cell JM-5 basement Owned Public 4 Rear Grab bar
Juv male 

holding cell
Y ANSI 604.5.2 Y Y none needed Rear grab bar is in compliance 12  $                                             -   0  $                           -                   

JC-LL-HCJ-001 232 1/21/2022 Justice Center Interior Juvenile Accessible holding cell JM-5 basement Owned Public 4 Lav sink
Juv male 

holding cell
Y ANSI 606 Y Y none needed lav sink is in compliance 12  $                                             -   0  $                           -                   

JC-LL-HCJ-001 233 1/21/2022 Justice Center Interior Juvenile Accessible holding cell JM-5 basement Owned Public 4 TP dispenser Juv N ANSI 604.7 N N N None provided. provide a TP dispenser in compliance with ANSI 604.7 12 Routine Maintenance  $                                           125 1    $                         125               

JC-LL-HCJ-001 234 1/21/2022 Justice Center Interior Juvenile Accessible holding cell JM-8 basement Owned Public 4 Water closet
Juv male 

holding cell
N ANSI 604.2 N N N

Center line fo water closet is 20.5" from side awall where 16 to 18" is required. relocate water closet or build 

wall adjacent to side of water closet so WC is properly positioned
12 High  $                                      12,500 5            $                    12,500       

JC-LL-HCJ-001 235 1/21/2022 Justice Center Interior Juvenile Accessible holding cell JM-8 basement Owned Public 4 side grab bar
Juv male 

holding cell
N ANSI 604.5.1 N N N Side grab bar is 37.5" AFF where 34 to 36" to the top is required. Relocate side grab bar to 34 to 36" AFF 12 Medium  $                                        3,125 3        $                      3,125           

JC-LL-HCJ-001 236 1/21/2022 Justice Center Interior Juvenile Accessible holding cell JM-8 basement Owned Public 4
Vertical Grab 

bar

Juv male 

holding cell
N ANSI 604.5.1 N N N The required vertical grab bar is not provided. add a vertical side wall grab bar. 12 Medium  $                                        3,750 3        $                      3,750           

JC-LL-HCJ-001 237 1/21/2022 Justice Center Interior Juvenile Accessible holding cell JM-8 basement Owned Public 4 Rear Grab bar
Juv male 

holding cell
Y ANSI 604.5.2 Y Y none needed Rear grab bar is in compliance 12  $                                             -   0  $                           -                   

JC-LL-HCJ-001 238 1/21/2022 Justice Center Interior Juvenile Accessible holding cell JM-8 basement Owned Public 4 Lav sink
Juv male 

holding cell
Y ANSI 606 Y Y none needed lav sink is in compliance 12  $                                             -   0  $                           -                   

JC-LL-HCM-RRM-001 239 1/21/2022 Justice Center Interior Accessible Holding cell area Showers basement Owned Public 4 shower controls
holding cell 

area
Y ANSI 608 Y Y none needed shower valve and head are within the specified ranges 3  $                                             -   0  $                           -                   

JC-LL-HCM-RRM-001 240 1/21/2022 Justice Center Interior Accessible Holding cell area Showers basement Owned Public 4 shower controls
holding cell 

area
N ANSI 608.5 N N N a non-possitve shut-off feature is required. add a valve with a non-possitive shut-off feature 3 Low  $                                        1,250 2      $                      1,250             

JC-LL-HCM-RRM-001 241 1/21/2022 Justice Center Interior Accessible Holding cell area Showers basement Owned Public 4
shower grab 

bars

holding cell 

area
N ANSI  608.3 N N N None of the required grab bars are provided. Add the required grab bars 3 Medium  $                                        3,750 3        $                      3,750           

JC-LL-HCM-RRU-001 242 1/21/2022 Justice Center Interior Accessible Holding cell area common RR basement Owned Public 2 RR
Holding cell 

area
N IBC 1109.2 N N N

All rr are reaured to be accessible. The common RR in the holding cella rea is not accessibl in any feature. 

Remodel this restroom or add another that is fully accessible
1 High  $                                      31,250 5            $                    31,250       

JC-LL-HCW-001 243 1/21/2022 Justice Center Interior Women's holding cell AF-1 basement Owned Public 4 Watercloset
Adult women 

holding cell
N ANSI 604.5.1 N N N

Center line for water closet is 20" from side wall where 16" to 18" is required. relocate the water closet or add 

a wall adjacent to the side of the water closet so it is properly positioned
5 Medium  $                                        3,750 3        $                      3,750           

JC-LL-HCW-001 244 1/21/2022 Justice Center Interior Women's holding cell AF-1 basement Owned Public 4 side Grab bar
Adult women 

holding cell
N ANSI 604.5.1 N N N Side grab bar is 37.5" AFF where 34 to 36" to the top is required. relocate side grab bar to proper height 5 Medium  $                                        3,125 3        $                      3,125           

JC-LL-HCW-001 245 1/21/2022 Justice Center Interior Women's holding cell AF-1 basement Owned Public 4
Vertical Grab 

bar

Adult women 

holding cell
N ANSI 604.5.1 N N N The required vertical grab bar is not provided. Add a vertical grab bar 5 Medium  $                                        3,125 3        $                      3,125           

JC-LL-HCW-001 246 1/21/2022 Justice Center Interior Women's holding cell AF-1 basement Owned Public 4 Rear Grab bar
Adult women 

holding cell
Y ANSI 604.5.2 Y Y none needed Rear grab bar is in compliance 5  $                                             -   0  $                           -                   

JC-LL-HCW-001 247 1/21/2022 Justice Center Interior Women's holding cell AF-1 basement Owned Public 4 Lav sink
Adult women 

holding cell
Y ANSI 606 Y Y none-needed lav sink is in compliance 5  $                                             -   0  $                           -                   

ACC-EX-PF-001 248 1/21/2022 Arts & Cultural Center Exterior Parking lot Van accessible spaces main lot Owned Public 1 Van space (2) Y ANSI 502.2 Y Y none needed meets 96" parking width + 96" access aisle 2
 See separate Infrastructure 

spreadsheet 
0  $                           -                   

ACC-ML-LR-001 249 1/21/2022 Arts & Cultural Center Interior Main lobby Main floor Owned Public 4
Drinking 

fountain
lobby N IBC 1109.5.1 N N

Only one spout is provided. It is at 33" AFF . Code requires one for standing persons  at 38" to 43" and one 

for wheelchair use at 36" max. standing is not provided. install a second drinlking fountain at the required 

stanidng height

3 Medium  $                                        3,438 3        $                      3,438           

ACC-ML-RRM-001 250 1/21/2022 Arts & Cultural Center Interior Men's RR Men's RR Main floor Owned Public 2 Urinals Men's RR Y ANSI 605.2 Y Y none needed one of the two urinal is required to be accessible and is at the correct height and depth 8  $                                             -   0  $                           -                   

ACC-ML-RRM-001 251 1/21/2022 Arts & Cultural Center Interior Men's RR Inside of RR main floor Owned Public 2 door speed Men's RR N ANSI 404.2.7 N N N
Door closes too quickly. Should be  from open 90 degrees to 12 degrees  shall be 5 seconds. This is at 3. 

adjust closer speed
8 Routine Maintenance  $                                           125 1    $                         125               

ACC-ML-RRM-001 252 1/21/2022 Arts & Cultural Center Interior Men's RR Accessible stall main floor Owned Public 2

Stall 

dimensions and 

door location

Men's RR N ANSI 604.9.3.1 N N N
Door to stall swings into the stall and is located at 44.5" from back wall. It should be 56" minimum. relocate 

door if possible or reconfigure approach
8 Low  $                                           313 2      $                         313             

ACC-ML-RRM-001 253 1/21/2022 Arts & Cultural Center Interior Men's RR Accessible stall Main floor Owned Public 2 side grab bar Men's RR N ANSI 609 N N N
Side grab bar is only 32" ;long where 42" is required. Window is in the way. install different bar that is 

supported from the floor or extends past the window. The 42" length is a minimum.
8 Medium  $                                        3,125 3        $                      3,125           

ACC-ML-RRM-001 254 1/21/2022 Arts & Cultural Center Interior Men's RR Accessible stall main floor Owned Public 2 Rear Grab bar Men's RR N ANSI 604.5.2 N N N 12" minimum is required on the side closest to the wall. reposition grab bar 8 Medium  $                                           625 3        $                         625           

ACC-ML-RRM-001 255 1/21/2022 Arts & Cultural Center Interior Men's RR Accessible stall main floor Owned Public 2
Vertical Grab 

bar
Men's RR N ANSI 604.5.1 N N

This was not requred at 

the time the building was 

constructed and could be 

argued it is not required 

now unless you 

reconfigure the 

bathroom. 

The required vertical grab bar is not provided. with the window in the way I do not know how you can fit the 

vertical bar in. 
8 High  $                                      18,750 5            $                    18,750       

ACC-ML-RRM-001 256 1/21/2022 Arts & Cultural Center Interior Men's RR common area in RR main  floor Owned Public 2 Pt disp Men's RR N ANSI 308 N N N
Dispenser is at 50" AFF where a max of 48" is allowed. either move this dispenser or provide a 2nd at the 

required height
8 Routine Maintenance  $                                           250 1    $                         250               

ACC-ML-RRM-001 257 1/21/2022 Arts & Cultural Center Interior Men's RR Accessible stall Main floor Owned Public 2 toilet seat Men's RR N IPC 425.3 N N N Open fron toilet seat is req'd. replace toilet seat with an open front seat. 8 Routine Maintenance  $                                           125 1    $                         125               

ACC-ML-RRW-001 258 1/21/2022 Arts & Cultural Center Interior Women's RR Accessible stall main floor Owned Public 2 Grab bars women's RR N ANSI 604.5.1 N N N
Grab bar is too high. It is at 36.5" to top AFF where a max of 36" is required. re-install grab bars at the 

correct height
2 Medium  $                                           313 3        $                         313           

ACC-ML-RRW-001 259 1/21/2022 Arts & Cultural Center Interior Women's RR Accessible stall main floor Owned Public 2
Vertical Grab 

bar
women's RR N ANSI 604.5.1 N N N The required vertical grab bar is not provided. Install the required vertical grab bar 2 Medium  $                                           938 3        $                         938           

ACC-ML-OR-001 260 1/21/2022 Arts & Cultural Center Interior Auditorium Access to stage main floor Owned Public 4 access route auditorium N IBC 1108.2.8 Y Y N

There is no accessible route connecting performance area to assembly seating area. If no common 

circulation path is provided from stage to assembly seating then no accessible route is required either. Or 

add an accessible route to stage. 

1  $                                             -   0  $                           -                   

ACC-ML-KC-001 261 1/21/2022 Arts & Cultural Center Offices bldg Break area Break area kitchen Main floor Owned Public 4 sink kitchen Y ANSI 606 Y Y None needed Sink height and reach are OK 1  $                                             -   0  $                           -                   

ACC-ML-RR-001 262 1/21/2022 Arts & Cultural Center Offices bldg RR common area RR main floor Owned Public 2 all fixtures RR Yes ANSI Y Y none needed All fixtures and grab bars are in compliance 1  $                                             -   0  $                           -                   

ACC-ML-LR-001 263 1/21/2022 Arts & Cultural Center Offices bldg main lobby Common area main floor Owned Public 4 coat hooks main lobby Y ANSI Y Y none needed coat hooks are at 48" AFF 3  $                                             -   0  $                           -                   

ACC-ML-LR-001 264 1/21/2022 Arts & Cultural Center Offices bldg Main lobby Meeting room main floor Owned Public 4
Accessible 

route
meeting rm Y ANSI Y Y none needed accessible route, door and able to enter and leave space 3  $                                             -   0  $                           -                   

ACC-LL-LR-001 265 1/21/2022 Arts & Cultural Center Offices bldg basement entry bsment lvl Owned Public 4
Accessible 

route
entry Y ANSI Y Y none needed at least one accessible route to the basement is provided 1  $                                             -   0  $                           -                   

ACC-EX-ENX-001 266 1/21/2022 Arts & Cultural Center Offices bldg Accessible route btwn buildings main lvl Owned Public 1
Accessible 

route
Y ANSI 402 Y Y none needed Ramps and walks are all in compliance for slope & width,  3  $                                             -   0  $                           -                   

ACC-EX-ENX-001 267 1/21/2022 Arts & Cultural Center btwn buildings Accessible route Main Lvl Owned Public 1
Accessible 

route
Y ANSI 402 Y Y none needed Ramp handrails are in compliance 3  $                                             -   0  $                           -                   

ACC-EX-PF-001 268 1/21/2022 Arts & Cultural Center Parking Accessible Route prkng to buildings Owned Public 1
Accessible 

route
S prkng Y ANSI 402 Y Y none needed Curb ramp is in compliance for slope and cross slope 2

 See separate Infrastructure 

spreadsheet 
0  $                           -                   

ACC-EX-ENX-001 269 1/21/2022 Arts & Cultural Center Lwr level Accessible route from street to bldg Lbsmnt level Owned Public 1
Accessible 

route
East entry Y ANSI 402 Y Y none needed walk and entry door are in compliance 3  $                                             -   0  $                           -                   

TRP-RRW-001 270 1/26/2022 Trail Winds Park Interior Women's RR Accessible stall Women's RR Owned Public 2
Water closet 

location
W RR N ANSI 604 N N N

Water closet is located at 19" to center line from side wall. 16" to 18" is required. move water closet or fur out 

wall . Space is wide enough to do so and still meet min,. Stall dimensions.
3 Medium  $                                        3,750 3        $                      3,750           

TRP-RRW-001 271 1/26/2022 Trail Winds Park Interior Women's RR Lav sink Women's RR Owned Public 2 lav sink height WRR Y ANSI 606.3 Y Y none needed Lav sinks are at 33" AFF. 3  $                                             -   0  $                           -                   

TRP-RRW-001 272 1/26/2022 Trail Winds Park Interior Women's RR Grab bars accessible stall Owned Public 2
grab bar height 

and location
WRR Y ANSI 609 Y Y none needed Grab bars comply for location and height 3  $                                             -   0  $                           -                   

TRP-DF-001 273 1/26/2022 Trail winds park Exterior RR building Drinking fountain exterior of RR bldg Owned Public 2 height of DF
exterior or 

building
Y ANSI 602.4 Y Y none needed Spout height is correct for standing and wheelchair use 1  $                                             -   0  $                           -                   

TRP-RRM-001 274 1/26/2022 Trail Winds Park Interior Men's RR Lavs Men's RR Owned Public 2
height and 

location
MRR Y ANSI 606.3 Y Y none needed location and height are correct 3  $                                             -   0  $                           -                   

TRP-RRM-001 275 1/26/2022 Trail Winds Park Interior Men's RR urinals Men's RR Owned Public 2
height and 

location
MRR Y ANSI 605.2 Y Y none needed Location and height correct for all 3 urinals 3  $                                             -   0  $                           -                   

TRP-RRM-001 276 1/26/2022 Trail Winds Park Interior Men's RR Accessible Stall Men's accessible stall Owned Public 2 dimensions MRR Y ANSI 604 Y Y none needed Location of WC and size of accessible stall are OK 3  $                                             -   0  $                           -                   

TRP-EX-PF-001 277 1/26/2022 Trail Winds Park Exterior Parking lot HC parking spaces Parking Owned Public 1
number and 

dimensions
parking Y ANSI 502.2 Y Y none needed Loation size and number of accessible spae is correct 1

 See separate Infrastructure 

spreadsheet 
0  $                           -                   

WBP-EX-PF-001 278 1/26/2022 Woodglenn Brookshire Exterior Parking lot Accessible parking spaces Parking Owned Public 1 Van space Parking N IBC 1106 N N N

at least one van accessible space is required and none are provided. Accessible spaces that are provided 

are not large enough for van space and access aisle. restripe parking lot to provide at leaast one van 

accessible space with dimensions matching ANSI 502.2

1 Medium
 See separate Infrastructure 

spreadsheet 
3       

 See separate 

Infrastructure 

spreadsheet 

          

WBP-RRW-001 279 1/26/2022 Woodglenn Brookshire Interior RR facilities Women's RR Women's accessible stall Owned Public 2
Dimensions and 

WC location
WRR Y ANSI 604 Y Y none needed Location of WC and dimensions of stall and location of fixtures, grab bars  and door are all good 2  $                                             -   0  $                           -                   

WBP-RRW-001 280 1/26/2022 Woodglenn Brookshire Interior RR facilities Women's RR Baby changing station Owned Public 2
Height and 

location
WRR Y ANSI 308 Y Y none needed Baby changing station iw within reach rancge and t proper height 2  $                                             -   0  $                           -                   

WBP-RRM-001 281 1/26/2022 Woodglenn Brookshire Interior RR facilites men's RR Lav sinks Owned Public 2
Height and 

location
MRR N ANSI 606 N N N

Lavs are at appropriate height and have complying fixtures but  pipes need to be wrapped. Wrap pipes under 

at least one sink
4 Low  $                                           625 2      $                         625             

WBP-RRM-001 282 1/26/2022 Woodglenn Brookshire Interior RR facilities Men's RR Accessible urinals Owned Public 2 Height MRR Y ANSI 605.2 Y Y none needed Urinals are at 16.5" AFF. Max of 17" req'd for accessible urinal 4  $                                             -   0  $                           -                   

WBP-RRM-001 283 1/26/2022 Woodglenn Brookshire Interior RR facilites Men's RR Accessible stall Owned Public 2
Dimensions and 

clearance
MRR N ANSI  604.9.3 N N N

Stall size is Ok but the door swings into the required minimum area for the stall. reverse door swing to swing 

out
4 Medium  $                                           313 3        $                         313           

WBP-RRM-001 284 1/26/2022 Woodglenn Brookshire Interior RR facilities All RR accessible stalls Owned Public 2 door handles all RR N ANSI  604.9.3 N N N
Doors to Accessible stalls are required to have pulls on both the inside and outside of the stall door. install 

the required door pulls
4 Routine Maintenance  $                                           250 1    $                         250               

SGP-EX-PF-001 285 1/31/2022 Summit Grove Park Exterior Parking Van accessible spaces Parking lot Owned Public 1 Size Prkng Y ANSI 502.2 Y Y none needed Van sapces are 156" + 101" aisle and exceed the minimum size required 1
 See separate Infrastructure 

spreadsheet 
0  $                           -                   

SGP-EX-PF-002 286 1/31/2022 Summit Grove Park Exterior Paking Access route from parking lot Owned Public 1
Walkway 

surface
Prkng N ANSI 303.1 N N N

Access route has a small heave in the sidewalk exceeding 1/4". Grind walkway to eliminate the heave or 

replace concrete stone
1 Medium

 See separate Infrastructure 

spreadsheet 
3       

 See separate 

Infrastructure 

spreadsheet 

          

SGP-RRM-001 287 1/31/2022 Summit Grove Park Interior Men's RR Gang shower MRR shower Owned Public 2 gang shower MRR N ANSI 608 N N N

There is no accessible shower just the gang shower. Controls and head are not accessible and no transfer 

bench or roll in designation. replace at least one gang shpwer with an accessible roll-in or transfer type 

shower.

10 Medium  $                                        1,875 3        $                      1,875           

SGP-RRM-001 288 1/31/2022 Summit Grove Park Interior Men's RR Entrance door MRR Owned Public 2 Entry door MRR Y ANSI 404.2.3.2 N Y none needed
Adequate clearance is  provided at the entry door. Side approach hiunge side is required to have 42" and 46" 

is provided
10  $                                             -   0  $                           -                   

SGP-RRM-001 289 1/31/2022 Summit Grove Park Interior Men's RR Entrance door MRR Owned Public 2 Door hedrwr MRR N ANSI 404.2.6 N N N
Door lock is a thumb turn dead bolt. Hardware cannot require tight pinching,twisting or grasping to operate. 

replace deadbolt with a complying piece of hardware. 
10 Routine Maintenance  $                                           250 1    $                         250               

SGP-RRM-001 290 1/31/2022 Summit Grove Park Interior Men's RR Men's RR Entry Owned Public 2 Door closer entry N IBC 1003.3.1 N N N
Door closer hardware shall not reduce the requireed min. headroom to less than 78"AFF thi is at 77". 

Replace door closer with one that will provide the required minimum height. 
10 Low  $                                           625 2      $                         625             

SGP-RRM-001 291 1/31/2022 Summit Grove Park Interior Men's RR Accessible lav MRR Owned Public 2 Lav sinks MRR N ANSI 606.2 N N N

Lav sinks must have a clear front approach that wextends under the sink. These sinks have a solid front cato 

the cabinet and no knee space under the sinks. Remove the front of the cabinet at the accessible sink and 

crete the required knee space

10 Medium  $                                        1,250 3        $                      1,250           

SGP-RRM-001 292 1/31/2022 Summit Grove Park Interior Men's RR Accessible Lav MRR Owned Public 2 Faucet MRR N ANSI 309 N N N

606.4 & 309 rtequire faucets that do not require picnching or twisting to operate. Operable parts shall not 

require piching or twisting to operate. Replace faucet with a lever type faucet on the designated accessible 

lav sink

10 Low  $                                           938 2      $                         938             

SGP-RRM-001 293 1/31/2022 Summit Grove Park Interior Men's RR locker room MRR Owned Public 2 bench MRR N ANSI 903 N N N

Bench is 18" high and 9.5" side with no back. Bench is required to be 20 to 24" deep and provide bback 

support for at least a 42" section of the becn located at the accessible lockers. Replace a portion of the 

bench wih an accessible bench

10 Medium  $                                        6,250 4          $                      6,250         

SGP-RRM-001 294 1/31/2022 Summit Grove Park Interior Men's RR Accessible stall MRR Owned Public 2 Size of stall MRR N ANSI 604.9 N N N
Stall dimensions are 41.5" wide  x 10@" long. Length is acceptable but width is less than the erequired 

minimum of 60". Redesign of the stall layout willb e required to provide the req'd min. space.
10 High  $                                      10,000 5            $                    10,000       

SGP-RRM-001 295 1/31/2022 Summit Grove Park Interior Men's RR Accessible toilet MRR Owned Public 2 Height MRR N ANSI 604.4 N N N
Water closet seat is required to be at 17 to 19" AFF. This is at 16". Replace water closet with a ocmplying 

accessible toilet.
10 Medium  $                                        1,375 3        $                      1,375           

SGP-RRM-001 296 1/31/2022 Summit Grove Park Interior Men's RR ACCESSible FEATURES MRR Owned Public 2 Soap disp height N ANSI 308 N N N Soap disp. is at 54" AFF..amax of 48" allowed. move soap disp to accessible rech range 10 Routine Maintenance  $                                           250 1    $                         250               

SGP-RRW-001 297 1/31/2022 Summit Grove Park Interior Women's RR changing rooms WRR Owned Public 2 Size WRR N ANSI  803 N N N
At least one changing room must meet the size requ of ANSI..none do. Rearrange private changing rooms so 

at least one meets the size requirments of ANSI 803
8 High  $                                        8,750 6              $                      8,750     

SGP-RRW-001 298 1/31/2022 Summit Grove Park Interior Women's RR locker room WRR Owned Public 2 bench WRR N ANSI 903 N N N same issue as men's bench. Replace at least a 42" portion of the bench with one meeting the req. of ANSI 8 High  $                                        8,750 6              $                      8,750     

SGP-RRW-001 299 1/31/2022 Summit Grove Park Interior Women's RR Accessible lav sinks WRR Owned Public 2 Lav sinks WRR N ANSI 606 N N N
none of the lav iinks have the required clear knee and toe space. Remove a portion of the cabinet at the 

designated accessible lav sink and provide the required knee and toe space
8 Medium  $                                        1,250 3        $                      1,250           

SGP-RRW-001 300 1/31/2022 Summit Grove Park Interior Women's RR Showers WRR Owned Public 2 gang shower WRR N ANSI 608 N N N
There is no accessible shower just the gang shower. Controls and head are not accessible and no transfer 

bench or roll in designation. replace at least one gang shower with an accswsible roll-in or transfer shower.
8 Medium  $                                        3,750 3        $                      3,750           



SGP-RRW-001 301 1/31/2022 Summit Grove Park Interior Women's RR Accesssible stall WRR Owned Public 2

Stall 

dimensions and 

door location

WRR N ANSI 604.9 N N N

none of the 4 stalls are of a size and layout to meet accessibility requirments of ANI. At least one is required. 

Rearrange layout of bathroom so at leat one stall will meet the reuqirements of ANSI 604 for an accessible 

water closet stall and layout.

8 High  $                                    312,500 5            $                  312,500       

SGP-RRW-001 302 1/31/2022 Summit Grove Park Interior Women's RR Sanitary Napkin dispenser WRR Owned Public 2 Height WRR N ANSI 308 & 309 N N N
Operable parts are not within the requird 48" Max AFF. relocate to proper height aor add one at the proper 

height
8 High  $                                      12,500 5            $                    12,500       

SGP-RRW-001 303 1/31/2022 Summit Grove Park Interior Women's RR Lav sinks WRR Owned Public 2 Access WRR N ANSI 606.2 N N N

The sinks have a solid front at the cabinet and do not allow for the required knee and toe space under the 

sink. Remove a portion of the solid front of the cabinet to create the required knee and toe space under the 

sink at the designated accessible sink

8 Medium  $                                        1,250 3        $                      1,250           

SGP-RRW-001 304 1/31/2022 Summit Grove Park Interior Women's RR Lav sink WRR Owned Public 2 Faucet WRR N ANSI 606.4 N N N
The fuacets are round and do not comply with 606.4 for lever type faucets for the accessible sink. replace the 

faucet aat the designated accessible sink
8 Medium  $                                           938 3        $                         938           

SGP-EX-PO-001 305 1/31/2022 Summit Grove Park Exterior Baby pool Raised area Pool Owned Public 4 Access pool N IBC 1110.4.14 N N N
Baby pool is accessed by 4 steps and no accessible ramp or route is provided. Provide an accessible route 

to the baby pool via ramp or similar.
1 High  $                                      12,500 6              $                    12,500     

CP-RRW-001 306 1/21/2022 Carpenter Park Interior Women's RR Accessible stall WRR Owned Public 2 Location of WC WRR N ANSI 604.2 N N N

Water closet is located with center line 20" off the side wall where 16" to 18" is allowed. move toilet . Stall 

size will not allow for building a false wall to make grab bars closer to toilet and meet the 16 to 18" 

requirment

5 High  $                                      18,750 5            $                    18,750       

CP-RRW-001 307 1/21/2022 Carpenter Park Interior Women's RR Accessible stall WRR Owned Public 2 door pulls WRR N ANSI 604.9.3.1 N N N A door pull is required on both the inside and outside of the stall door. add door pull to inside of stall door 5 Routine Maintenance  $                                           125 1    $                         125               

CP-RRW-001 308 1/21/2022 Carpenter Park Interior Women's RR Acc. Hand dryer WRR Owned Public 2 Location WRR N ANSI 308 N N N dryer is at correct height but a fixed bench is located in front of the dryer. Move the bench or the dryer. 5 Medium  $                                           375 4          $                         375         

CP-RRW-001 309 1/21/2022 Carpenter Park Interior Women's RR bench WRR Owned Public 2 Dimensions WRR N ANSI 903 N N N

Bench is 18" high and 9.5" side with no back. Bench is required to be 20 to 24" deep, 17" min and 19" max 

AFF and provide back support for at least a 42" section of the becn located at the accessible lockers. the 

bench does not meet the height requirments. Remeove and replace at least a 42" section designtated as 

Accessible

5 Medium  $                                      75,000 3        $                    75,000           

CP-RRW-001 310 1/21/2022 Carpenter Park Interior Women's RR door WRR Owned Public 2
push force to 

operate
WRR N ANSI 404.2.8 N N N

Door exceeds the 5# max force to put in motion. adjust door so it requires a max. of 5# offorce to push or 

pull the door
5 Routine Maintenance  $                                           125 1    $                         125               

CP-RRM-001 311 1/21/2022 Carpenter Park Interior  Men's RR Accessible stall MRR Owned Public 2 WC location MRR N ANSI 604.2 N N N
Water closet is located with center line 20" off the side wall where 16" to 18" is allowed. Relocate the water 

closet to meet the required 16 to 18" from the side wall to Center line of the WC
2 High  $                                        7,500 5            $                      7,500       

CP-RRM-001 312 1/21/2022 Carpenter Park Interior Men's RR Acc. Hand dryer MRR Owned Public 2 Location MRR N ANSI 308 N N N
dryer is at correct height but a fixed bench is located in front of the dryer. Move bench or dryer to allow 

accessible access or add another dryer in accessible location
2 Medium  $                                        3,750 4          $                      3,750         

CP-EX-DF-001 313 1/21/2022 Carpenter Park Exterior at RR building drinking fountain exterior of RR bldg Owned Public 2
Height of 

spouts
Y ANSI 602.4 Y Y none needed Spouts are at 32" and 40" which meet ANSI requirements 1  $                                             -   0  $                           -                   

CP-EX-PF-001 314 1/21/2022 Carpenter Park Exterior Parking lot Acc Parking Parking lot Owned Public 1 Van space Prkng N ANSI 502.2 N N N

Van space is 108" wide with 52" side access aisle. Van space is required to be 96Spouts are at 32" and 40" 

which meet ANSI requirements with 96" aisle or 132" with 60" aisle. Restripe van parking space and asile to 

meet minimum size requirments

1 Medium
 See separate Infrastructure 

spreadsheet 
3       

 See separate 

Infrastructure 

spreadsheet 

          

COMMP-EX-PF-001 315 1/19/2022
Community Park bldg 

and pool
Exterior Parking lot HC parking van accessible sapce Owned Public 1

Van space 

dimensions
East prkng lot Y ANSI chptr5 Y Y none needed 108" wide parking space with 96" access aisle (2) spaces provided 2

 See separate Infrastructure 

spreadsheet 
0  $                           -                   

COMMP-EX-PF-002 316 1/19/2022
Community Park bldg 

and pool
Exterior Parking lot acc route Accessible route walkway Owned Public 1 cross  slope East prkng lot N >2% cross slope N N N Maximum 2% cross slope allowed on accessible route. Repour so cross slope is less than 2% 1 High

 See separate Infrastructure 

spreadsheet 
5           

 See separate 

Infrastructure 

spreadsheet 

      

COMMP-EX-PF-003 317 1/19/2022
Community Park bldg 

and pool
Exterior Parking lot Accessible parking South lot Owned Public 1 parking spaces South prkng lot N IBC 1106 N N N

No accessible parking spaces provided in the separate parking area. At leas t one is required and should be 

a van space. restripe so at least one parking space in the south lot is Van accessible
1 Medium

 See separate Infrastructure 

spreadsheet 
3       

 See separate 

Infrastructure 

spreadsheet 

          

COMMP-ML-KC-001 318 1/19/2022
Community Park bldg 

and pool
Interior Kitchen Kitchen on main floor main common area Owned Public 4 sink kitchen N ANSI 606..3 Y Y Y

Sink is at 36" AFF where 34" max is required. This may not be a public accomodation and may only be for 

staff use thus it is a work area and not required to meet this requirment. may be work area..was not clear on 

this use. 

1  $                                             -   0  $                           -                   

COMMP-ML-RRU-001 319 1/21/2022
Community Park bldg 

and pool
Interior RR Main lvl common area Owned Public 2 Height RR Lav N ANSI 606..3 N N N

lav sink is at 34.25" where a maximum of 34" is allowed. Lower sink or replace with a sink that does not stick 

up above the counter as much
5 Medium  $                                        1,875 3        $                      1,875           

COMMP-ML-RRU-001 320 1/21/2022
Community Park bldg 

and pool
Interior RR Main lvl common area Owned Public 2 pipes RR lav N ANSI 606..3 N N N Exposed pipes under lav sink must be wrapped. wrap exposed pipes to protect user from cuts etc. 5 Low  $                                           625 2      $                         625             

COMMP-ML-RRU-001 321 1/21/2022
Community Park bldg 

and pool
Interior RR Main lvl common area Owned Public 2 Height AFF grab bars N 609 N N N

Grab bars must be positioned between 34 and 36" to  top of bar AFF. repoisition bars so the top is no higher 

than 36"
5 Medium  $                                           625 3        $                         625           

COMMP-ML-RRU-001 322 1/21/2022
Community Park bldg 

and pool
Interior RR Main lvl common area Owned Public 2 Vert bar grab bars N 609 N N N A vertical grab bar is required adjacent to the toilet. install the required vertical grab bar 5 Medium  $                                           938 3        $                         938           

COMMP-ML-RRU-001 323 1/21/2022
Community Park bldg 

and pool
Interior RR Main lvl common area Owned Public 2 closer speed

entry door to 

RR
N 404 N N N Door to rest room closes too fasst. adjust door to specified sped in ANSI 404.2.7 5 Routine Maintenance  $                                           125 1    $                         125               

COMMP-LL-LRM-001 324 1/21/2022
Community Park bldg 

and pool
Interior Men's Locker Rm LRM Owned Public 2 depth Urinal N ANSI 605.2 N N N

Accessible urinal shall be a min of 13.5" out from rear wall to front lip of urinal--this is at 13". install a 

complying urinal
6 Medium  $                                        1,875 3        $                      1,875           

COMMP-LL-LRM-001 325 1/21/2022
Community Park bldg 

and pool
Interior Men's Locker Rm Accessible stall LRM Owned Public 2 WC acc.Stall N ANSI 604 N N N

Water closet must be 16" to 18" off the side wall to Center line--this is at 19". move toilet so it meets the 

required distance from the side wall
6 High  $                                      13,750 5            $                    13,750       

COMMP-LL-LRM-001 326 1/21/2022
Community Park bldg 

and pool
Interior Men's Locker Rm Accessible stall LRM Owned Public 2 Dimensions ACC stall N ANSI 604 N N N

Stall is 59" wide where 60" is required. may have to redesign this portion of the bathroom to get the required 

space.
6 High  $                                      25,000 5            $                    25,000       

COMMP-LL-LRM-001 327 1/21/2022
Community Park bldg 

and pool
Interior Men's Locker Rm Accessible shower LRM Owned Public 2 dimensions Shwr N ANSI 608.2.2 N N N

Roll in shower is required to be 30" min deep and 60" long. This is 36" x 37. It is not a transfer shower either 

because there is not bench. Install an appropriate size shower for a roll in or a complying transfer shower 

with a bench

6 High  $                                      21,250 5            $                    21,250       

COMMP-LL-LRM-001 328 1/21/2022
Community Park bldg 

and pool
Interior Men's Locker Rm Accessible shower LRM Owned Public 2 height grab bars N ANSI 609 N N N

Grab bar in shower must be 34 to 36" AFF. This is at 34", but no vertical bar is provided. Add vertical grab 

bar once an approprite shower is installed.
6 Medium  $                                           625 3        $                         625           

COMMP-LL-LRM-001 329 1/21/2022
Community Park bldg 

and pool
Interior Men's Locker Rm locker area LRM Owned Public 2 bench dim. lockers N ANSI 903 N N N

Fixed bench does not meet depth  req and does not have a back support. Install an approprite bech at leaast 

42" long at the designated accessible lockers
6 Medium  $                                        2,500 4          $                      2,500         

COMMP-EX-DF-001 330 1/21/2022
Community Park bldg 

and pool
Exterior common area exterior Owned Public 4

Height and 

number

Drinking 

fountain
N ANSI 602 N N N

A hi and low drinking fountain is required..only one is provided. Hi fountain for standng persons must be at 

38" to 43" to spout and the low at 36" max. The spout is at 37" and meets neither requirement. replace the 

drinking fountain with a hi-low or reposition and add asecond fountain and meet dimension requirments

1 Medium  $                                        2,500 4          $                      2,500         

COMMP-LL-LRW-001 331 1/21/2022
Community Park bldg 

and pool
Interior Women's locker room entry to lcker room LRW Owned Public 2 Dimensions acessible route N ANSI 404 N N N

Clear maneuvering space at door and winding through the jogged hall does not provide the required 

maneuvering space. Redesign entry so the privacy wall is positioned to allow for appropriate maneuvering 

and turning spaces

11 High  $                                      18,750 6              $                    18,750     

COMMP-LL-LRW-001 332 1/21/2022
Community Park bldg 

and pool
Interior Women's locker room fixed locker bench LRW Owned Public 2 Dimensions lockers N ANSI 903 N N N

Fixed bench does not meet depth requirement and does not have the required back support. replace the 

bench at the accessible lockers with a complying section of bench at least 42" long
11 Medium  $                                        1,875 4          $                      1,875         

COMMP-LL-LRW-001 333 1/21/2022
Community Park bldg 

and pool
Interior Women's locker room fixed shower area bench LRW Owned Public 2 Dimensions showers N ANSI 903 N N N

 fixed bench does not meet minimum depth requirement and does not have a back support.. Wall behind 

bench is 4" away from bench so it does not meet 903 for back support location. replace bench with a 

complying section of bench at leat 42" long anddesignated as the accessible bench for the shower area

11 Medium  $                                        1,875 4          $                      1,875         

COMMP-LL-LRW-001 334 1/21/2022
Community Park bldg 

and pool
Interior Women's locker room Accessible shower LRW Owned Public 2 Dimensions showers N ANSI 608.2.2 N N N

Shower does not meet domensional requirments for roll-in or transfer type shower. replace shower with a 

complying transfe type or a roll-in shower meeting ANSI requirments
11 Medium  $                                        2,500 3        $                      2,500           

COMMP-LL-LRW-001 335 1/21/2022
Community Park bldg 

and pool
Interior Women's locker room Lav area LRW Owned Public 2 height Mirror N ANSI 603.3 N N N

bottom of reflective surface of the mirro over the lav sinks shall be 40" AFF. This is at 41". mirrors are not 

required but if provided must meet the ANSI location requirements
11 Medium  $                                           625 3        $                         625           

COMMP-LL-LRW-001 336 1/21/2022
Community Park bldg 

and pool
Interior Women's locker room lav area LRW Owned Public 2 pipe wrap acc slav sink N ANSI 606.6 N N N

Where pipes are exposed under the sink the pipes must be insulted and wrapped to protect from burns and 

cuts. wrap exposed pipes under accessible sink
11 Medium  $                                           625 3        $                         625           

COMMP-LL-LRW-001 337 1/21/2022
Community Park bldg 

and pool
Interior Women's locker room Acc. Stall LRW Owned Public 2 Dimensions Acc stall N ANSI 604 N N N

Stall is 59.5" wide where 60" is required an 58.5" deep where 56 min is required. redesign stall layout to 

provide the required 60" in width
11 High  $                                      18,750 5            $                    18,750       

COMMP-LL-LRW-001 338 1/21/2022
Community Park bldg 

and pool
Interior Women's locker room Acc stall LRW Owned Public 2 Toilet loc Acc stall N ANSI 604 N N N

Cnter of toilet should be 16" to 18" from side wall --this is at 18.75". reposition toilet once the stall is properly 

dimensioned
11 High  $                                      18,750 5            $                    18,750       

COMMP-LL-LRW-001 339 1/21/2022
Community Park bldg 

and pool
Interior Women's locker room AcC Stall LRW Owned Public 2 seat height Acc stall N ANSI 604 N N N

Seat height shallb e 17" to 19" AFF. This is at 19.5". install different seat that is not as thick or a different 

compluying water closet
11 Medium  $                                           625 3        $                         625           

COMMP-LL-LRW-001 340 1/21/2022
Community Park bldg 

and pool
Interior Women's locker room ACC stall LRW Owned Public 2 height grab bars N ANSI 609 N N N Grab bars shall be 34" to 36" AFF. This is at 37"AFF to top. lower grab bars to approrite height 11 Medium  $                                           625 3        $                         625           

COMMP-LL-LRW-001 341 1/21/2022
Community Park bldg 

and pool
Interior Women's Locker room Acc Stall LRW Owned Public 2 vrtical bar grab bars N ANSI 609 N N N The required vertical grab bar is not provided. installt he required vertical grab bar. 11 Medium  $                                           938 3        $                         938           

COMMP-LL-LRF-001 342 1/21/2022
Community Park bldg 

and pool
Interior Family changing room LRF Owned Public 4 Accessiblity N N N N

Not available to assess --one was locked and the other was full of chairs for storage. N assessemtn made of 

these spaces
1 Low  $                                           250 2      $                         250             

COMMP-EX-PO-001 343 1/21/2022
Community Park bldg 

and pool
Exterior Pool Pool Owned Public 4 Accessiblity Y ANSI chapter 11 Y Y none needed Accssible route provided with two separate access methods for this pool. 1  $                                             -   0  $                           -                   

COMMP-EX-PF-001 344 1/21/2022
Community Park bldg 

and pool
Exterior East Paarking lot ACC prkng Parking Lot Owned Public 1 Dimensions Y ANSI chapter 5 Y Y none needed. accessibl space and van space meet minimum dimension requirments 2

 See separate Infrastructure 

spreadsheet 
0  $                           -                   

TOTAL  $                                 2,566,813 

#DIV/0!
No inspections were done of non-public areas of Justice Center including holding cells. These areas are regulated by ANSI and ADA but not part of the scope of this project. 

Items that Benesch modified, corrected or completed from City

Items that appear to be off or need some discussion/clarification

Items that City is questtioning whether they should be on the list 

All other items that are not noted were checked with care and are in compliance. It is possible that some items may have been missed as this is an assessement of sevral facilities and some were large. 



 

 

     
 

   

   
   

    
 

 

   

    

  

 

 
   

  
 

  
 

 

 

 

 

 

 

 

 

 

 

 

 

 

APPENDIX L – PUBLIC ROW FACILITIES ASSESSMENT FINDINGS 

Pedestrian Push Buttons (PPB) - 2022: 

The City identified 666 locations where a PPB could exist; generally, this corresponds to one traffic signal 
pole where one PPB could be provided for each direction of travel (usually two total for a traditional 
four-leg intersection). At each location, compliance was rated against 16 separate criteria taken from 
the ADAAG and MUTCD. 

Of the 666 signal poles inspected: 

• 604 PPBs were identified. 

Of the 604 locations where a PPB was present: 

• Approximately 11% were fully compliant. 

Of the non-compliant elements: 

• The most commonly failed elements were cross-slope of the underlying sidewalk/ramp and 
distance of the PPB to the adjacent pavement section. 

• Approximately 36% are related to surrounding flatwork (underlying and adjacent sidewalk and 
ramps). 

• Roughly ten (10) locations may be made fully compliant with just flatwork repair. 



 

 

 

        
    

   

 

 

  
  

   
  

 

  
  

  
 

 

  
  

  
  

 

 

 

 

 

  

Curb Ramps: 

The City and its consultant conducted a ROW survey of the Tier 1 pedestrian network in 2022 and 2023 
and inspected 2,941 locations within the City of Thornton where curb ramps either exist or could exist. A 
ramp exists at 2,892 locations. The following charts and tables summarize the assessment findings. 

Overall Curb Ramp Compliance 

6% 

94% 

ADA Compliant 

Not ADA Compliant 

Overall DWS Properties Count 
Compliant 576 
Non Compliant 2316 

*Detectable warning surface properties include: presence, orientation, contrast, and dimensions 

Overall TS Landing Properties Count 
Compliant 2395 
Not ADA Compliant 497 

*Turning space landing properties include: slope and dimensions 

Other Overall Properties Count 
ADA Compliant 1332 
Not ADA Compliant 1560 

*Other properties include: clear space, vertical discontinuity, horizontal gaps, and counter slope 



 

 

 

   
     

  

 

 
      

  
  

   
 

 
  

  
    

  
  

  
 

 
  

  
   

  
   

  
 

 

Sidewalks: 

The City and its consultant conducted a ROW survey of the Tier 1 and Tier 2 pedestrian network in 2022 
and 2023 and inspected 1,878 sidewalk locations where sidewalk either exists or could exist. The 
following charts and tables summarize the assessment findings. 

Overall Sidewalk Compliance 

11% 

89% 

Compliant 

Non Compliant 

Sidewalk Width 
Segment Width Compliance (≥48" wide) Count 
Compliant 689 
Non Compliant 1189 
Total No. of Segments 1878 

Sidewalk Cross Slope 
Does the cross slope meet stds (≤ 2.0%)? Count 
Compliant 768 
Non Compliant (50% - 75%) 598 
Non Compliant (> 75%) 511 
(blank) 1 
Total No. of Segments 1878 

Sidewalk Horizontal Gaps at Joints 
Do the horizontal gaps meet stds (≤ 0.5")? Count 
Compliant 1030 
Non Compliant (1 - 5 gaps) 647 
Non Compliant (> 10 gaps) 88 
Non Compliant (6 - 10 gaps) 113 
Total No. of Segments 1878 



 

 

 
     

  
  

   
  

 

 
  

  
   

    
  

  
 

  

57 

Sidewalk Obstructions 
Are there obstructions restricting sidewalk width (≤ 
48")? Count 
Compliant 1821 
Non Compliant (1 - 5 obstr.) 
Total No. of Segments 1878 

Sidewalk Trip Hazards 
Does the segment have existing trip hazards? Count 
Compliant 846 
Non Compliant (1 - 5 hazards) 874 
Non Compliant (6 - 10 hazards) 107 
Non Compliant (> 10 hazards) 51 
Total No. of Segments 1878 



 

 

    
 

 

  

APPENDIX M – PARKS FACILITIES ASSESSMENT FINDINGS 



 

 
June 27, 2023 
 
 
Mr. Bill Rush 
City of Thornton – Risk Department 
9500 Civic Center Drive 
Thornton, CO 80229 
 
 
Subject: City of Thornton – Aspen Park ADA Assessment 
 
 
Dear Bill, 
 
At your request, Alfred Benesch & Company (Benesch) has prepared this ADA assessment of Aspen Park at 9261 
Aspen Dr, Thornton, CO 80229.  Figure 1 identifies the area evaluated. 

 
Figure 1: Aspen Park ADA Assessment Area 

The purpose of our assessment was to determine if existing park facilities met current DOJ ADA standards (2010 
ADA Standards for Accessible Design) and identify potential issues with recommended mitigation strategies.   

Pedestrian facilities evaluated include the following: 

• Sidewalks 
• Curb Ramps 
• Playgrounds 

 



City of Thornton Aspen Park - ADA Assessment 
Page | 2 

 
The specific facilities and elements evaluated are identified in Appendix A, Appendix B, and Appendix C.  
Pedestrian facilities outside of the park along the adjacent roadway corridor were not evaluated as part of our effort. 

Observations and Findings 

Our findings are based upon observations and measurements taken with a tape measure and digital level during site 
visits conducted on May 18, 2023. An area map is included as Appendix D.  

The complete findings report for the site visits performed is included in Appendix E.   

To meet minimum accessibility criteria, the following general deficiencies must be addressed: 

• Cross slopes on sidewalks, and ramps exceeding 2% 
• Running slopes on sidewalks exceeding 5% 
• Trip hazards on sidewalks 
• No accessible route to playground 
• No accessible route within playground 

 

Table 1: Estimated Cost of Accessibility Improvements 

Category Cost Totals 
Curb Ramps  $             9,600 
Sidewalks  $             82,783 
Parking Areas  $             -    
Playgrounds  $             -    

TOTAL  $             92,383  
 

As the City is prioritizing projects, one accessible route should be provided to each park amenity. A detailed cost 
estimate is included in Appendix F. 

Conclusions 

In general, the park is somewhat accessible in its current condition. We recommend dedicating funding to mitigate 
trip hazards on existing sidewalks. After that, we recommend including accessibility improvements as part of the 
City’s ongoing maintenance programs, as well as performing on-going monitoring of existing infrastructure to 
ensure currently accessible routes do not fall out of compliance.  Any complaints by users should be examined and 
addressed on a case-by-case basis. 
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Please contact us if additional information is required or if there are any questions. 

Sincerely, 

 
 

Travis Greiman, P.E. 
Project Manager 

 

Attachments Appendix A – ADA Field Evaluation Forms – Ramps 
  Appendix B – ADA Field Evaluation Forms – Sidewalks/Parking Areas 
  Appendix C – ADA Field Evaluation Forms – Playgrounds 
  Appendix D – Area Map 
  Appendix E – Assessment Data 
  Appendix F – Cost Estimate Detail 
   
 



 

 
June 27, 2023 
 
 
Mr. Bill Rush 
City of Thornton – Risk Department 
9500 Civic Center Drive 
Thornton, CO 80229 
 
 
Subject: City of Thornton – Brandon Park ADA Assessment 
 
 
Dear Bill, 
 
At your request, Alfred Benesch & Company (Benesch) has prepared this ADA assessment of Brandon Park at 
4272 E 95th Cir, Thornton, CO 80229.  Figure 1 identifies the area evaluated. 

 
Figure 1: Brandon Park ADA Assessment Area 

The purpose of our assessment was to determine if existing park facilities met current DOJ ADA standards (2010 
ADA Standards for Accessible Design) and identify potential issues with recommended mitigation strategies.   
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Pedestrian facilities evaluated include the following: 

• Sidewalks 
• Curb Ramps 
• Playgrounds 

 
The specific facilities and elements evaluated are identified in Appendix A, Appendix B, and Appendix C.  
Pedestrian facilities outside of the park along the adjacent roadway corridor were not evaluated as part of our effort. 

Observations and Findings 

Our findings are based upon observations and measurements taken with a tape measure and digital level during site 
visits conducted on May 18, 2023. An area map is included as Appendix D.  

The complete findings report for the site visits performed is included in Appendix E.   

To meet minimum accessibility criteria, the following general deficiencies must be addressed: 

• Cross slopes on sidewalks, and ramps exceeding 2% 
• Running slopes on sidewalks exceeding 5% 
• Missing truncated domes on pedestrian ramps 
• No accessible routes to playgrounds 
• Insufficient access and accommodation within existing playground areas 

 

Table 1: Estimated Cost of Accessibility Improvements 

Category Cost Totals 
Curb Ramps  $             10,800 
Sidewalks  $             30,546 
Parking Areas  $             -    
Playgrounds  $             -    

TOTAL  $             41,346  
 

As the City is prioritizing projects, one accessible route should be provided to each park amenity. A detailed cost 
estimate is included in Appendix F. 

Conclusions 

In general, the park is new and largely accessible in its current condition. We recommend dedicating funding to 
eliminate trip hazards on existing sidewalks. After that, we recommend including accessibility improvements as 
part of the City’s ongoing maintenance programs, as well as performing on-going monitoring of existing 
infrastructure to ensure currently accessible routes do not fall out of compliance.  Any complaints by users should 
be examined and addressed on a case-by-case basis. 
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Please contact us if additional information is required or if there are any questions. 

Sincerely, 

 
 

Travis Greiman, P.E. 
Project Manager 

 

Attachments Appendix A – ADA Field Evaluation Forms – Ramps 
  Appendix B – ADA Field Evaluation Forms – Sidewalks/Parking Areas 
  Appendix C – ADA Field Evaluation Forms – Playgrounds 
  Appendix D – Area Map 
  Appendix E – Assessment Data 
  Appendix F – Cost Estimate Detail 
   
 



 

 
July 28, 2021 
 
 
Mr. Bill Rush 
City of Thornton – Risk Department 
9500 Civic Center Drive 
Thornton, CO 80229 
 
 
Subject: City of Thornton –Carpenter Park ADA Assessment 
 
 
Dear Bill, 
 
At your request, Alfred Benesch & Company (Benesch) has prepared this ADA assessment of City of Thornton 
Carpenter Park at 3498 E 112th Ave, Thornton, CO 80233.  Figure 1 identifies the area evaluated. 

 
Figure 1: Carpenter Park ADA Assessment Area 
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The purpose of our assessment was to determine if existing park facilities met current DOJ ADA standards (2010 
ADA Standards for Accessible Design) and identify potential issues with recommended mitigation strategies.   

Pedestrian facilities evaluated include the following: 

• Sidewalks 
• Curb Ramps 
• Handicap Parking Stalls 
• Playgrounds 

 
The specific facilities and elements evaluated are identified in Appendix A, Appendix B, and Appendix C.  
Pedestrian facilities outside of the park along the adjacent roadway corridor were not evaluated as part of our effort. 

Observations and Findings 

Our findings are based upon observations and measurements taken with a tape measure and digital level during a 
site visit conducted on July 9, 2021. Benesch staff was accompanied by City of Thornton Parks Department staff 
for a portion of the site visit. Construction activity in the boathouse parking lot area and south of the recreation 
center prevented a full assessment of the area. An area map is included as Appendix D.  

The complete findings report for the site visit performed is included in Appendix E.     

To meet minimum accessibility criteria, the following general deficiencies must be addressed: 

• Cross slopes on parking aisles, sidewalks, and ramps exceeding 2% 
• Running slopes on sidewalks exceeding 5% 
• No defined landing areas at the top of ramps 
• Missing truncated domes on pedestrian ramps 
• No accessible routes to playground near the recreation center 
• Insufficient access and accommodation within existing playground area near the recreation center 

 
Table 1: Estimated Cost of Accessibility Improvements 

Category Cost Totals 
Curb Ramps $ 117,600.00 
Sidewalks $ 550,800.00 
Parking Areas $ 124,800.00 
Playgrounds $             - 

TOTAL $ 790,000.00 
 
 

As the City is prioritizing projects, one accessible route should be provided to each park amenity. A detailed cost 
estimate is included in Appendix F. 

Conclusions 

In general, the park is fairly accessible in its current condition. We recommend including accessibility 
improvements as part of the City’s ongoing maintenance programs, performing grinding and sealing operations to 
eliminate trip hazards and wide joints, as well as performing on-going monitoring of existing infrastructure to ensure 
currently accessible routes do not fall out of compliance.  Any complaints by users should be examined and 
addressed on a case-by-case basis. 
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Please contact us if additional information is required or if there are any questions. 

Sincerely, 

 
 

Travis Greiman, P.E. 
Project Manager 

 

Attachments Appendix A – ADA Field Evaluation Forms – Ramps 
  Appendix B – ADA Field Evaluation Forms – Sidewalks/Parking Areas 
  Appendix C – ADA Field Evaluation Forms – Playgrounds 
  Appendix D – Area Map 
  Appendix E – Assessment Data 
  Appendix F – Cost Estimate Detail 
   
 



 

 
June 27, 2023 
 
 
Mr. Bill Rush 
City of Thornton – Risk Department 
9500 Civic Center Drive 
Thornton, CO 80229 
 
 
Subject: City of Thornton – Cherry Lane Park ADA Assessment 
 
 
Dear Bill, 
 
At your request, Alfred Benesch & Company (Benesch) has prepared this ADA assessment of Cherry Lane Park at 
4489 E 95th Ct, Thornton, CO 80229.  Figure 1 identifies the area evaluated. 

 
Figure 1: Cherry Lane Park ADA Assessment Area 

The purpose of our assessment was to determine if existing park facilities met current DOJ ADA standards (2010 
ADA Standards for Accessible Design) and identify potential issues with recommended mitigation strategies.   

Pedestrian facilities evaluated include the following: 

• Sidewalks 
• Curb Ramps 
• Playgrounds 
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The specific facilities and elements evaluated are identified in Appendix A, Appendix B, and Appendix C.  
Pedestrian facilities outside of the park along the adjacent roadway corridor were not evaluated as part of our effort. 

Observations and Findings 

Our findings are based upon observations and measurements taken with a tape measure and digital level during site 
visits conducted on May 18, 2023. An area map is included as Appendix D.  

The complete findings report for the site visits performed is included in Appendix E.   

To meet minimum accessibility criteria, the following general deficiencies must be addressed: 

• Cross slopes on sidewalks, and ramps exceeding 2% 
• Insufficient access and accommodation within existing playground areas 

 

Table 1: Estimated Cost of Accessibility Improvements 

Category Cost Totals 
Curb Ramps  $             3,600 
Sidewalks  $             1,020 
Parking Areas  $             -    
Playgrounds  $             -    

TOTAL  $             4,620  
 

As the City is prioritizing projects, one accessible route should be provided to each park amenity. A detailed cost 
estimate is included in Appendix F. 

Conclusions 

In general, the park is largely accessible in its current condition. We recommend including accessibility 
improvements as part of the City’s ongoing maintenance programs, as well as performing on-going monitoring of 
existing infrastructure to ensure currently accessible routes do not fall out of compliance.  Any complaints by users 
should be examined and addressed on a case-by-case basis. 

 

Please contact us if additional information is required or if there are any questions. 

Sincerely, 

 
 

Travis Greiman, P.E. 
Project Manager 
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Attachments Appendix A – ADA Field Evaluation Forms – Ramps 
  Appendix B – ADA Field Evaluation Forms – Sidewalks/Parking Areas 
  Appendix C – ADA Field Evaluation Forms – Playgrounds 
  Appendix D – Area Map 
  Appendix E – Assessment Data 
  Appendix F – Cost Estimate Detail 
   
 



 

 
May 20, 2022 
 
 
Mr. Bill Rush 
City of Thornton – Risk Department 
9500 Civic Center Drive 
Thornton, CO 80229 
 
 
Subject: City of Thornton – Civic Center Park ADA Assessment 
 
 
Dear Bill, 
 
At your request, Alfred Benesch & Company (Benesch) has prepared this ADA assessment of City of Thornton 
Civic Center Park at 9500 Civic Center Drive, Thornton, CO 80229.  Figure 1 identifies the area evaluated. 

 
Figure 1: Civic Center Park ADA Assessment Area 

The purpose of our assessment was to determine if existing park facilities met current DOJ ADA standards (2010 
ADA Standards for Accessible Design) and identify potential issues with recommended mitigation strategies.   
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Pedestrian facilities evaluated include the following: 

• Sidewalks 
• Curb Ramps 
• Handicap Parking Stalls 

 
The specific facilities and elements evaluated are identified in Appendix A, Appendix B, and Appendix C.  
Pedestrian facilities outside of the park along the adjacent roadway corridor were not evaluated as part of our effort. 

Observations and Findings 

Our findings are based upon observations and measurements taken with a tape measure and digital level during site 
visits conducted on May 10 and 11, 2022. Benesch staff was accompanied by City of Thornton Parks Department 
staff for a portion of the site visits. An area map is included as Appendix D.   

The complete findings report for the site visits performed are included in Appendix E.   

To meet minimum accessibility criteria, the following general deficiencies must be addressed: 

• Cross slopes on parking aisles, sidewalks, and ramps exceeding 2% 
• Running slopes on sidewalks exceeding 5% 

 

Table 1: Estimated Cost of Accessibility Improvements 

Category Cost Totals 
Curb Ramps  $     7,200.00  
Sidewalks  $ 210,000.00  
Parking Areas  $   14,400.00  
Playgrounds  $             -    

TOTAL  $ 232,000.00  
 

As the City is prioritizing projects, one accessible route should be provided to each park amenity. A detailed cost 
estimate is included in Appendix F. 

Conclusions 

In general, the park does not meet accessibility standards in its current condition. We recommend dedicating capital 
funding to providing one accessible route to each of the park’s amenities. After that, we recommend including 
accessibility improvements as part of the City’s ongoing maintenance programs, as well as performing on-going 
monitoring of existing infrastructure to ensure currently accessible routes do not fall out of compliance.  Any 
complaints by users should be examined and addressed on a case-by-case basis. 
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Please contact us if additional information is required or if there are any questions. 

Sincerely, 

 
 

Travis Greiman, P.E. 
Project Manager 

 

Attachments Appendix A – ADA Field Evaluation Forms – Ramps 
  Appendix B – ADA Field Evaluation Forms – Sidewalks/Parking Areas 
  Appendix C – ADA Field Evaluation Forms – Playgrounds 
  Appendix D – Area Map 
  Appendix E – Assessment Data 
  Appendix F – Cost Estimate Detail 
   
 



 

 
July 28, 2021 
 
 
Mr. Bill Rush 
City of Thornton – Risk Department 
9500 Civic Center Drive 
Thornton, CO 80229 
 
 
Subject: City of Thornton – Community Park ADA Assessment 
 
 
Dear Bill, 
 
At your request, Alfred Benesch & Company (Benesch) has prepared this ADA assessment of City of Thornton 
Community Park at 2211 Eppinger Boulevard, Thornton, CO 80229.  Figure 1 identifies the area evaluated. 

 
Figure 1: Community Park ADA Assessment Area 

The purpose of our assessment was to determine if existing park facilities met current DOJ ADA standards (2010 
ADA Standards for Accessible Design) and identify potential issues with recommended mitigation strategies.   
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Pedestrian facilities evaluated include the following: 

• Sidewalks 
• Curb Ramps 
• Handicap Parking Stalls 
• Playgrounds 

 
The specific facilities and elements evaluated are identified in Appendix A, Appendix B, and Appendix C.  
Pedestrian facilities outside of the park along the adjacent roadway corridor were not evaluated as part of our effort. 

Observations and Findings 

Our findings are based upon observations and measurements taken with a tape measure and digital level during site 
visits conducted on July 1 and 2, 2021. Benesch staff was accompanied by City of Thornton Parks Department staff 
for a portion of the site visits. An area map is included as Appendix D. A portion of the central park area was closed 
due to construction activity which prevented a full assessment.  

The complete findings report for the site visits performed are included in Appendix E.   

To meet minimum accessibility criteria, the following general deficiencies must be addressed: 

• Cross slopes on parking aisles, sidewalks, and ramps exceeding 2% 
• Running slopes on sidewalks exceeding 5% 
• No defined landing areas at the top of ramps 
• Missing truncated domes on pedestrian ramps 
• No accessible routes to playgrounds 
• Insufficient access and accommodation within existing playground areas 
• No signage identifying van accessible ADA parking spots 
• At least one accessible route not provided to each of the park’s amenities (pool, pavilions, playgrounds, 

picnic tables, softball fields, etc.) 
 

Table 1: Estimated Cost of Accessibility Improvements 

 
Category Cost Totals 

Curb Ramps  $   61,200.00  
Sidewalks  $ 333,600.00  
Parking Areas  $ 154,200.00  
Playgrounds  $             -    

TOTAL  $ 550,000.00  
 

As the City is prioritizing projects, one accessible route should be provided to each park amenity. A detailed cost 
estimate is included in Appendix F. 

Conclusions 

In general, the park is not especially accessible in its current condition, though we noted that the Parks Department 
had marked certain sidewalk areas for replacement and repair. We recommend dedicating capital funding to 
providing one accessible route to each of the park’s amenities. After that, we recommend including accessibility 
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improvements as part of the City’s ongoing maintenance programs, as well as performing on-going monitoring of 
existing infrastructure to ensure currently accessible routes do not fall out of compliance.  Any complaints by users 
should be examined and addressed on a case-by-case basis. 

Please contact us if additional information is required or if there are any questions. 

Sincerely, 

 
 

Travis Greiman, P.E. 
Project Manager 

 

Attachments Appendix A – ADA Field Evaluation Forms – Ramps 
  Appendix B – ADA Field Evaluation Forms – Sidewalks/Parking Areas 
  Appendix C – ADA Field Evaluation Forms – Playgrounds 
  Appendix D – Area Map 
  Appendix E – Assessment Data 
  Appendix F – Cost Estimate Detail 
   
 



 

 
May 20, 2022 
 
 
Mr. Bill Rush 
City of Thornton – Risk Department 
9500 Civic Center Drive 
Thornton, CO 80229 
 
 
Subject: City of Thornton – Croke Drive Park ADA Assessment 
 
 
Dear Bill, 
 
At your request, Alfred Benesch & Company (Benesch) has prepared this ADA assessment of City of Thornton 
Community Park at 806 Croke Drive, Thornton, CO 80229.  Figure 1 identifies the area evaluated. 

 
Figure 1: Croke Drive Park ADA Assessment Area 

The purpose of our assessment was to determine if existing park facilities met current DOJ ADA standards (2010 
ADA Standards for Accessible Design) and identify potential issues with recommended mitigation strategies.   
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Pedestrian facilities evaluated include the following: 

• Sidewalks 
• Curb Ramps 
• Playgrounds 

 
The specific facilities and elements evaluated are identified in Appendix A, Appendix B, and Appendix C.  
Pedestrian facilities outside of the park along the adjacent roadway corridor were not evaluated as part of our effort. 

Observations and Findings 

Our findings are based upon observations and measurements taken with a tape measure and digital level during site 
visits conducted on May 10 and 11, 2022. Benesch staff was accompanied by City of Thornton Parks Department 
staff for a portion of the site visits. An area map is included as Appendix D.  

The complete findings report for the site visits performed are included in Appendix E.   

To meet minimum accessibility criteria, the following general deficiencies must be addressed: 

• Cross slopes on sidewalks 
• Ramps into playground land on mulch 
• Insufficient access and accommodation within existing playground areas 

 

Table 1: Estimated Cost of Accessibility Improvements 

Category Cost Totals 
Curb Ramps  $    6,600.00  
Sidewalks  $    7,200.00  
Parking Areas  $             -    
Playgrounds  $             -    

TOTAL  $  14,000.00  
 

As the City is prioritizing projects, one accessible route should be provided to each park amenity. A detailed cost 
estimate is included in Appendix F. 

Conclusions 

In general, the park is mostly accessible in its current condition. We recommend dedicating capital funding to 
providing an accessible route and improved surface within the playground. After that, we recommend including 
accessibility improvements as part of the City’s ongoing maintenance programs, as well as performing on-going 
monitoring of existing infrastructure to ensure currently accessible routes do not fall out of compliance.  Any 
complaints by users should be examined and addressed on a case-by-case basis. 
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Please contact us if additional information is required or if there are any questions. 

Sincerely, 

 
 

Travis Greiman, P.E. 
Project Manager 

 

Attachments Appendix A – ADA Field Evaluation Forms – Ramps 
  Appendix B – ADA Field Evaluation Forms – Sidewalks/Parking Areas 
  Appendix C – ADA Field Evaluation Forms – Playgrounds 
  Appendix D – Area Map 
  Appendix E – Assessment Data 
  Appendix F – Cost Estimate Detail 
   
 



 

 
May 20, 2022 
 
 
Mr. Bill Rush 
City of Thornton – Risk Department 
9500 Civic Center Drive 
Thornton, CO 80229 
 
 
Subject: City of Thornton – Highridge Court Park ADA Assessment 
 
 
Dear Bill, 
 
At your request, Alfred Benesch & Company (Benesch) has prepared this ADA assessment of City of Thornton 
Community Park at 10101 Ura Lane, Thornton, CO 80229.  Figure 1 identifies the area evaluated. 

 
Figure 1: Highridge Court Park ADA Assessment Area 

The purpose of our assessment was to determine if existing park facilities met current DOJ ADA standards (2010 
ADA Standards for Accessible Design) and identify potential issues with recommended mitigation strategies.   
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Pedestrian facilities evaluated include the following: 

• Sidewalks 
• Curb Ramps 
• Playgrounds 

 
The specific facilities and elements evaluated are identified in Appendix A, Appendix B, and Appendix C.  
Pedestrian facilities outside of the park along the adjacent roadway corridor were not evaluated as part of our effort. 

 

Observations and Findings 

Our findings are based upon observations and measurements taken with a tape measure and digital level during site 
visits conducted on May 10 and 11, 2022. Benesch staff was accompanied by City of Thornton Parks Department 
staff for a portion of the site visits. An area map is included as Appendix D.   

The complete findings report for the site visits performed are included in Appendix E.   

To meet minimum accessibility criteria, the following general deficiencies must be addressed: 

• Running slopes on sidewalks exceeding 5% 
• Missing truncated domes on pedestrian ramps 
• Trip hazards and wide joints in sidewalks 

 

Table 1: Estimated Cost of Accessibility Improvements 

Category Cost Totals 
Curb Ramps  $    1,800.00  
Sidewalks  $  12,000.00  
Parking Areas  $             -    
Playgrounds  $             -    

TOTAL  $  14,000.00  
 

As the City is prioritizing projects, one accessible route should be provided to each park amenity. A detailed cost 
estimate is included in Appendix F. 

 

Conclusions 

In general, the park is accessible in its current condition. We recommend performing on-going monitoring of 
existing infrastructure to ensure currently accessible routes do not fall out of compliance.  Any complaints by users 
should be examined and addressed on a case-by-case basis. 

Please contact us if additional information is required or if there are any questions. 
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Sincerely, 

 
 

Travis Greiman, P.E. 
Project Manager 

 

Attachments Appendix A – ADA Field Evaluation Forms – Ramps 
  Appendix B – ADA Field Evaluation Forms – Sidewalks/Parking Areas 
  Appendix C – ADA Field Evaluation Forms – Playgrounds 
  Appendix D – Area Map 
  Appendix E – Assessment Data 
  Appendix F – Cost Estimate Detail 
   
 



 

 
June 27, 2023 
 
 
Mr. Bill Rush 
City of Thornton – Risk Department 
9500 Civic Center Drive 
Thornton, CO 80229 
 
 
Subject: City of Thornton – Liberty Hills Park ADA Assessment 
 
 
Dear Bill, 
 
At your request, Alfred Benesch & Company (Benesch) has prepared this ADA assessment of Liberty Hills Park at 
3401 E 96th Pl, Thornton, CO 80229.  Figure 1 identifies the area evaluated. 

 
Figure 1: Liberty Hills Park ADA Assessment Area 



City of Thornton Liberty Hills Park - ADA Assessment 
Page | 2 

 
The purpose of our assessment was to determine if existing park facilities met current DOJ ADA standards (2010 
ADA Standards for Accessible Design) and identify potential issues with recommended mitigation strategies.   

Pedestrian facilities evaluated include the following: 

• Sidewalks 
• Curb Ramps 
• Playgrounds 

 
The specific facilities and elements evaluated are identified in Appendix A, Appendix B, and Appendix C.  
Pedestrian facilities outside of the park along the adjacent roadway corridor were not evaluated as part of our effort. 

Observations and Findings 

Our findings are based upon observations and measurements taken with a tape measure and digital level during site 
visits conducted on May 18, 2023. An area map is included as Appendix D.  

The complete findings report for the site visits performed is included in Appendix E.   

To meet minimum accessibility criteria, the following general deficiencies must be addressed: 

• Cross slopes on sidewalks, and ramps exceeding 2% 
• Missing truncated domes on pedestrian ramps 
• Insufficient access and accommodation within existing playground areas 

 

Table 1: Estimated Cost of Accessibility Improvements 

Category Cost Totals 
Curb Ramps  $             10,200 
Sidewalks  $             1,080 
Parking Areas  $             -    
Playgrounds  $             -    

TOTAL  $             11,280  
 

As the City is prioritizing projects, one accessible route should be provided to each park amenity. A detailed cost 
estimate is included in Appendix F. 

Conclusions 

In general, the park is accessible in its current condition. We recommend including accessibility improvements as 
part of the City’s ongoing maintenance programs, as well as performing on-going monitoring of existing 
infrastructure to ensure currently accessible routes do not fall out of compliance.  Any complaints by users should 
be examined and addressed on a case-by-case basis. 
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Please contact us if additional information is required or if there are any questions. 

Sincerely, 

 
 

Travis Greiman, P.E. 
Project Manager 

 

Attachments Appendix A – ADA Field Evaluation Forms – Ramps 
  Appendix B – ADA Field Evaluation Forms – Sidewalks/Parking Areas 
  Appendix C – ADA Field Evaluation Forms – Playgrounds 
  Appendix D – Area Map 
  Appendix E – Assessment Data 
  Appendix F – Cost Estimate Detail 
   
 



 

 
June 13, 2023 
 
 
Mr. Bill Rush 
City of Thornton – Risk Department 
9500 Civic Center Drive 
Thornton, CO 80229 
 
 
Subject: City of Thornton – Aspen Park ADA Assessment 
 
 
Dear Bill, 
 
At your request, Alfred Benesch & Company (Benesch) has prepared this ADA assessment of City of Thornton 
Community Park at 9261 Aspen Dr, Thornton, CO 80229.  Figure 1 identifies the area evaluated. 

 
Figure 1: Aspen Park ADA Assessment Area 

The purpose of our assessment was to determine if existing park facilities met current DOJ ADA standards (2010 
ADA Standards for Accessible Design) and identify potential issues with recommended mitigation strategies.   

 

 

Pedestrian facilities evaluated include the following: 
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• Sidewalks 
• Curb Ramps 
• Playgrounds 

 
The specific facilities and elements evaluated are identified in Appendix A, Appendix B, and Appendix C.  
Pedestrian facilities outside of the park along the adjacent roadway corridor were not evaluated as part of our effort. 

Observations and Findings 

Our findings are based upon observations and measurements taken with a tape measure and digital level during site 
visits conducted on May 18, 2023. Benesch staff was accompanied by City of Thornton Parks Department staff for 
a portion of the site visits. An area map is included as Appendix D.  

The complete findings report for the site visits performed are included in Appendix E.   

To meet minimum accessibility criteria, the following general deficiencies must be addressed: 

• Cross slopes on sidewalks, and ramps exceeding 2% 
• Running slopes on sidewalks exceeding 5% 
• Missing truncated domes on pedestrian ramps 
• No accessible routes to playgrounds 
• Insufficient access and accommodation within existing playground areas 

 

Table 1: Estimated Cost of Accessibility Improvements 

Category Cost Totals 
Curb Ramps  $             - 
Sidewalks  $             - 
Parking Areas  $             -    
Playgrounds  $             -    

TOTAL  $             -  
 

As the City is prioritizing projects, one accessible route should be provided to each park amenity. A detailed cost 
estimate is included in Appendix F. 

Conclusions 

In general, the park is not especially accessible in its current condition. We recommend dedicating capital funding 
to providing one accessible route to and within the playground. After that, we recommend including accessibility 
improvements as part of the City’s ongoing maintenance programs, as well as performing on-going monitoring of 
existing infrastructure to ensure currently accessible routes do not fall out of compliance.  Any complaints by users 
should be examined and addressed on a case-by-case basis. 

 

 

 

Please contact us if additional information is required or if there are any questions. 
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Sincerely, 

 
 

Travis Greiman, P.E. 
Project Manager 

 

Attachments Appendix A – ADA Field Evaluation Forms – Ramps 
  Appendix B – ADA Field Evaluation Forms – Sidewalks/Parking Areas 
  Appendix C – ADA Field Evaluation Forms – Playgrounds 
  Appendix D – Area Map 
  Appendix E – Assessment Data 
  Appendix F – Cost Estimate Detail 
   
 



 

 
May 20, 2022 
 
 
Mr. Bill Rush 
City of Thornton – Risk Department 
9500 Civic Center Drive 
Thornton, CO 80229 
 
 
Subject: City of Thornton – Loma Linda Park ADA Assessment 
 
 
Dear Bill, 
 
At your request, Alfred Benesch & Company (Benesch) has prepared this ADA assessment of City of Thornton 
Community Park at 351 E. 99th Place, Thornton, CO 80229.  Figure 1 identifies the area evaluated. 

 
Figure 1: Loma Linda Park ADA Assessment Area 

The purpose of our assessment was to determine if existing park facilities met current DOJ ADA standards (2010 
ADA Standards for Accessible Design) and identify potential issues with recommended mitigation strategies.   
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Please contact us if additional information is required or if there are any questions. 

Sincerely, 

 
 

Travis Greiman, P.E. 
Project Manager 

 

Attachments Appendix A – ADA Field Evaluation Forms – Ramps 
  Appendix B – ADA Field Evaluation Forms – Sidewalks/Parking Areas 
  Appendix C – ADA Field Evaluation Forms – Playgrounds 
  Appendix D – Area Map 
  Appendix E – Assessment Data 
  Appendix F – Cost Estimate Detail 
   
 













































 

 
June 27, 2023 
 
 
Mr. Bill Rush 
City of Thornton – Risk Department 
9500 Civic Center Drive 
Thornton, CO 80229 
 
 
Subject: City of Thornton – Sky Park ADA Assessment 
 
 
Dear Bill, 
 
At your request, Alfred Benesch & Company (Benesch) has prepared this ADA assessment of Sky Park at 950 W 
88th Ave, Thornton, CO 80229.  Figure 1 identifies the area evaluated. 

 
Figure 1: Sky Park ADA Assessment Area 
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The purpose of our assessment was to determine if existing park facilities met current DOJ ADA standards (2010 
ADA Standards for Accessible Design) and identify potential issues with recommended mitigation strategies.   

Pedestrian facilities evaluated include the following: 

• Sidewalks 
• Curb Ramps 
• Playgrounds 

 
The specific facilities and elements evaluated are identified in Appendix A, Appendix B, and Appendix C.  
Pedestrian facilities outside of the park along the adjacent roadway corridor were not evaluated as part of our effort. 

Observations and Findings 

Our findings are based upon observations and measurements taken with a tape measure and digital level during site 
visits conducted on May 18, 2023. An area map is included as Appendix D.  

The complete findings report for the site visits performed is included in Appendix E.   

To meet minimum accessibility criteria, the following general deficiencies must be addressed: 

• Trip hazards 
• Insufficient access and accommodation within existing playground areas 

 

Table 1: Estimated Cost of Accessibility Improvements 

Category Cost Totals 
Curb Ramps  $             - 
Sidewalks  $             6,314 
Parking Areas  $             -    
Playgrounds  $             -    

TOTAL  $             6,314  
 

As the City is prioritizing projects, one accessible route should be provided to each park amenity. A detailed cost 
estimate is included in Appendix F. 

Conclusions 

In general, the park is new and largely accessible in its current condition. We recommend including accessibility 
improvements as part of the City’s ongoing maintenance programs, as well as performing on-going monitoring of 
existing infrastructure to ensure currently accessible routes do not fall out of compliance.  Any complaints by users 
should be examined and addressed on a case-by-case basis. 
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Please contact us if additional information is required or if there are any questions. 

Sincerely, 

 
 

Travis Greiman, P.E. 
Project Manager 

 

Attachments Appendix A – ADA Field Evaluation Forms – Ramps 
  Appendix B – ADA Field Evaluation Forms – Sidewalks/Parking Areas 
  Appendix C – ADA Field Evaluation Forms – Playgrounds 
  Appendix D – Area Map 
  Appendix E – Assessment Data 
  Appendix F – Cost Estimate Detail 
   
 



 

 
June 27, 2023 
 
 
Mr. Bill Rush 
City of Thornton – Risk Department 
9500 Civic Center Drive 
Thornton, CO 80229 
 
 
Subject: City of Thornton – Sprat Platte Park ADA Assessment 
 
 
Dear Bill, 
 
At your request, Alfred Benesch & Company (Benesch) has prepared this ADA assessment of Sprat Platte Park at 
100th Ave & McKay Rd, Thornton, CO 80229.  Figure 1 identifies the area evaluated. 

 
Figure 1: Sprat Platte Park ADA Assessment Area 
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The purpose of our assessment was to determine if existing park facilities met current DOJ ADA standards (2010 
ADA Standards for Accessible Design) and identify potential issues with recommended mitigation strategies.   

Pedestrian facilities evaluated include the following: 

• Sidewalks 
• Curb Ramps 
• Playgrounds 

 
The specific facilities and elements evaluated are identified in Appendix A, Appendix B, and Appendix C.  
Pedestrian facilities outside of the park along the adjacent roadway corridor were not evaluated as part of our effort. 

Observations and Findings 

Our findings are based upon observations and measurements taken with a tape measure and digital level during site 
visits conducted on May 18, 2023. An area map is included as Appendix D.  

The complete findings report for the site visits performed is included in Appendix E.   

To meet minimum accessibility criteria, the following general deficiencies must be addressed: 

• Cross slopes on sidewalks, and ramps exceeding 2% 
• Missing truncated domes on pedestrian ramps 
• No accessible routes to recreation areas 

 

Table 1: Estimated Cost of Accessibility Improvements 

Category Cost Totals 
Curb Ramps  $             4,800 
Sidewalks  $             21,068 
Parking Areas  $             12,000    
Rec Areas  $             -    

TOTAL  $             37,868  
 

As the City is prioritizing projects, one accessible route should be provided to each park amenity. A detailed cost 
estimate is included in Appendix F. 

Conclusions 

In general, the park is not especially accessible in its current condition. We recommend dedicating capital funding 
to providing one accessible route to each recreation area and amenity. After that, we recommend including 
accessibility improvements as part of the City’s ongoing maintenance programs, as well as performing on-going 
monitoring of existing infrastructure to ensure currently accessible routes do not fall out of compliance.  Any 
complaints by users should be examined and addressed on a case-by-case basis. 
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Please contact us if additional information is required or if there are any questions. 

Sincerely, 

 
 

Travis Greiman, P.E. 
Project Manager 

 

Attachments Appendix A – ADA Field Evaluation Forms – Ramps 
  Appendix B – ADA Field Evaluation Forms – Sidewalks/Parking Areas 
  Appendix C – ADA Field Evaluation Forms – Playgrounds 
  Appendix D – Area Map 
  Appendix E – Assessment Data 
  Appendix F – Cost Estimate Detail 
   
 



 

 
May 20, 2022 
 
 
Mr. Bill Rush 
City of Thornton – Risk Department 
9500 Civic Center Drive 
Thornton, CO 80229 
 
 
Subject: City of Thornton – Tuck Ditch Park ADA Assessment 
 
 
Dear Bill, 
 
At your request, Alfred Benesch & Company (Benesch) has prepared this ADA assessment of City of Thornton 
Community Park at 9788 Corona Street, Thornton, CO 80229.  Figure 1 identifies the area evaluated. 

 
Figure 1: Tuck Ditch Park ADA Assessment Area 

The purpose of our assessment was to determine if existing park facilities met current DOJ ADA standards (2010 
ADA Standards for Accessible Design) and identify potential issues with recommended mitigation strategies.   
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Pedestrian facilities evaluated include the following: 

• Sidewalks 
• Curb Ramps 
• Playgrounds 

 
The specific facilities and elements evaluated are identified in Appendix A, Appendix B, and Appendix C.  
Pedestrian facilities outside of the park along the adjacent roadway corridor were not evaluated as part of our effort. 

Observations and Findings 

Our findings are based upon observations and measurements taken with a tape measure and digital level during site 
visits conducted on May 10 and 11, 2022. Benesch staff was accompanied by City of Thornton Parks Department 
staff for a portion of the site visits. An area map is included as Appendix D.  

The complete findings report for the site visits performed are included in Appendix E.   

To meet minimum accessibility criteria, the following general deficiencies must be addressed: 

• Cross slopes on sidewalks and curb ramps exceeding 2% 
• Missing truncated domes on pedestrian ramps 
• No accessible routes to playgrounds 
• Insufficient access and accommodation within existing playground areas 

 

Table 1: Estimated Cost of Accessibility Improvements 

Category Cost Totals 
Curb Ramps  $    9,000.00  
Sidewalks  $  87,600.00  
Parking Areas  $             -    
Playgrounds  $             -    

TOTAL  $  97,000.00  
 

As the City is prioritizing projects, one accessible route should be provided to each park amenity. A detailed cost 
estimate is included in Appendix F. 

Conclusions 

In general, the park is partially accessible in its current condition. We recommend dedicating capital funding to 
providing one accessible route to each of the park’s amenities. After that, we recommend including accessibility 
improvements as part of the City’s ongoing maintenance programs, as well as performing on-going monitoring of 
existing infrastructure to ensure currently accessible routes do not fall out of compliance.  Any complaints by users 
should be examined and addressed on a case-by-case basis. 
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Please contact us if additional information is required or if there are any questions. 

Sincerely, 

 
 

Travis Greiman, P.E. 
Project Manager 

 

Attachments Appendix A – ADA Field Evaluation Forms – Ramps 
  Appendix B – ADA Field Evaluation Forms – Sidewalks/Parking Areas 
  Appendix C – ADA Field Evaluation Forms – Playgrounds 
  Appendix D – Area Map 
  Appendix E – Assessment Data 
  Appendix F – Cost Estimate Detail 
   
 



 

 
June 27, 2023 
 
 
Mr. Bill Rush 
City of Thornton – Risk Department 
9500 Civic Center Drive 
Thornton, CO 80229 
 
 
Subject: City of Thornton – West Gravel Lakes Park ADA Assessment 
 
 
Dear Bill, 
 
At your request, Alfred Benesch & Company (Benesch) has prepared this ADA assessment of West Gravel Lakes 
Park at 8554 Colorado Blvd, Thornton, CO 80229.  Figure 1 identifies the area evaluated. 

 
Figure 1: West Gravel Lakes Park ADA Assessment Area 
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The purpose of our assessment was to determine if existing park facilities met current DOJ ADA standards (2010 
ADA Standards for Accessible Design) and identify potential issues with recommended mitigation strategies.   

Pedestrian facilities evaluated include the following: 

• Sidewalks 
• Curb Ramps 
• Playgrounds 

 
The specific facilities and elements evaluated are identified in Appendix A, Appendix B, and Appendix C.  
Pedestrian facilities outside of the park along the adjacent roadway corridor were not evaluated as part of our effort. 

Observations and Findings 

Our findings are based upon observations and measurements taken with a tape measure and digital level during site 
visits conducted on May 18, 2023. An area map is included as Appendix D.  

The complete findings report for the site visits performed is included in Appendix E.   

To meet minimum accessibility criteria, the following general deficiencies must be addressed: 

• Cross slopes on sidewalks, and ramps exceeding 2% 
• Trip hazards and horizontal gaps 

 

Table 1: Estimated Cost of Accessibility Improvements 

Category Cost Totals 
Curb Ramps  $             1,800 
Sidewalks  $             8,422 
Parking Areas  $             -    
Playgrounds  $             -    

TOTAL  $             10,222  
 

As the City is prioritizing projects, one accessible route should be provided to each park amenity. A detailed cost 
estimate is included in Appendix F. 

Conclusions 

In general, the park is mostly accessible in its current condition. We recommend dedicating funding to eliminate 
trip hazards and horizontal gaps in existing sidewalks. We recommend including accessibility improvements as part 
of the City’s ongoing maintenance programs, as well as performing on-going monitoring of existing infrastructure 
to ensure currently accessible routes do not fall out of compliance.  Any complaints by users should be examined 
and addressed on a case-by-case basis. 
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Please contact us if additional information is required or if there are any questions. 

Sincerely, 

 
 

Travis Greiman, P.E. 
Project Manager 

 

Attachments Appendix A – ADA Field Evaluation Forms – Ramps 
  Appendix B – ADA Field Evaluation Forms – Sidewalks/Parking Areas 
  Appendix C – ADA Field Evaluation Forms – Playgrounds 
  Appendix D – Area Map 
  Appendix E – Assessment Data 
  Appendix F – Cost Estimate Detail 
   
 



 

 
June 27, 2023 
 
 
Mr. Bill Rush 
City of Thornton – Risk Department 
9500 Civic Center Drive 
Thornton, CO 80229 
 
 
Subject: City of Thornton – Yorkborough Park ADA Assessment 
 
 
Dear Bill, 
 
At your request, Alfred Benesch & Company (Benesch) has prepared this ADA assessment of Yorkborough Park 
at Detroit St, Thornton, CO 80229.  Figure 1 identifies the area evaluated. 

 
Figure 1: Yorkborough Park ADA Assessment Area 

The purpose of our assessment was to determine if existing park facilities met current DOJ ADA standards (2010 
ADA Standards for Accessible Design) and identify potential issues with recommended mitigation strategies.   



City of Thornton Yorkborough Park - ADA Assessment 
Page | 2 

 
Pedestrian facilities evaluated include the following: 

• Sidewalks 
• Curb Ramps 
• Playgrounds 

 
The specific facilities and elements evaluated are identified in Appendix A, Appendix B, and Appendix C.  
Pedestrian facilities outside of the park along the adjacent roadway corridor were not evaluated as part of our effort. 

Observations and Findings 

Our findings are based upon observations and measurements taken with a tape measure and digital level during site 
visits conducted on May 18, 2023. An area map is included as Appendix D.  

The complete findings report for the site visits performed is included in Appendix E.   

To meet minimum accessibility criteria, the following general deficiencies must be addressed: 

• Cross slopes on sidewalks, and ramps exceeding 2% 
• Running slopes on sidewalks exceeding 5% 
• Missing truncated domes on pedestrian ramps 
• No accessible routes to playgrounds 
• Insufficient access and accommodation within existing playground areas 

 

Table 1: Estimated Cost of Accessibility Improvements 

Category Cost Totals 
Curb Ramps  $             67,800 
Sidewalks  $          140,089 
Parking Areas  $             -    
Playgrounds  $             -    

TOTAL  $          207,889  
 

As the City is prioritizing projects, one accessible route should be provided to each park amenity. A detailed cost 
estimate is included in Appendix F. 

Conclusions 

In general, the park is not especially accessible in its current condition. We recommend dedicating capital funding 
to providing one accessible route to and within the playground. After that, we recommend including accessibility 
improvements as part of the City’s ongoing maintenance programs, as well as performing on-going monitoring of 
existing infrastructure to ensure currently accessible routes do not fall out of compliance.  Any complaints by users 
should be examined and addressed on a case-by-case basis. 
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Please contact us if additional information is required or if there are any questions. 

Sincerely, 

 
 

Travis Greiman, P.E. 
Project Manager 

 

Attachments Appendix A – ADA Field Evaluation Forms – Ramps 
  Appendix B – ADA Field Evaluation Forms – Sidewalks/Parking Areas 
  Appendix C – ADA Field Evaluation Forms – Playgrounds 
  Appendix D – Area Map 
  Appendix E – Assessment Data 
  Appendix F – Cost Estimate Detail 
   
 



 

 

     
 

 

  

APPENDIX N – IDENTIFIED BARRIER REMOVAL SCHEDULES 



 

 

APPENDIX N – IDENTIFIED BARRIER REMOVAL SCHEDULES 
 

 

 

  

ASSET ELEMENTS
ESTIMATED

COST
Year

1
Years

2-5
Years
6-10

Years
11-20

Years
21-50

Years
51-1003

Years
100-1463

Roadway Curb Ramps $45,000,000 $100,000 $400,000 $500,000 $1,000,000 $10,000,000 $21,250,000 $11,750,000
Roadway Sidewalk1 $19,300,000 $75,000 $300,000 $375,000 $750,000 $2,800,000 $3,750,000 $11,250,000
Pedestrian Push Buttons $700,000 $25,000 $100,000 $125,000 $250,000 $200,000 $0 $0

Building Categories 1 - 4 $300,000 $25,000 $100,000 $125,000 $50,000 $0 $0 $0
Building Categories 5 & 6 $1,700,000 $75,000 $300,000 $375,000 $950,000 $0 $0 $0

Parks Findings $6,000,000 $200,000 $800,000 $1,000,000 $2,000,000 $2,000,000 $0 $0
Park Play Surfaces2 $0 $0 $0 $0 $0 $0 $0 $0
Total $73,000,000 $500,000 $2,000,000 $2,500,000 $5,000,000 $15,000,000 $25,000,000 $23,000,000

Average Annual Budget - Streets $200,000 $200,000 $200,000 $200,000 $200,000 $433,333 $500,000 $500,000
Average Annual Budget - Buildings $100,000 $100,000 $100,000 $100,000 $100,000 $0 $0 $0
Average Annual Budget - Parks $200,000 $200,000 $200,000 $200,000 $200,000 $66,667 $0 $0
Average Annual Budget $500,000 $500,000 $500,000 $500,000 $500,000 $500,000 $500,000 $500,000

NOTE: Total annual budget set at $500,000. Split between streets, buildings, and parks are assumptions and subject to change each year.

1Assumes $9.8M in spot/localized sidewalk repairs; 10% of the total remove & replacement segments with global issues being addressed; and remaining 90% of sidewalk with global issues will not be 

addressed due to undue burden.
2Not currently priced in Benesch's findings
3Annual spending may result in addressing issues prior to end of term.



 

 

     
   

 

  
 

    
   

 

 

 
 

   
 

   

 

 

 

 

 

  

  

 

      

 

    

 

   

  

  

APPENDIX O – LIST OF STANDARD DRAWINGS, SPECIFICATIONS, AND DESIGN 
GUIDANCE RELATED TO ACCESSIBILITY 

The following are a list of standard drawings, specifications, and design guidelines related to 
accessibility.  This list does not establish order of precedence or minimum design standards for 
Thornton, nor is it intended to be all encompassing, but rather is provided as a reference for individuals 
trying to achieve accessibility through design or construction. 

Thornton Standards and Specifications. 
https://www.thorntonco.gov/government/citydevelopment/Pages/standards-specifications.aspx 

Colorado Department of Transportation (CDOT) ADA Resources for Engineers. 
https://www.codot.gov/business/civilrights/ada/resources-engineers 

International Building Code (IBC), 2009 Edition, Chapter 11. Published by the International Code Council 
(ICC). 

U.S. Access Board. Guidance Documents. (commonly referenced documents shown) 

https://www.access-board.gov/guidance.html 

Guidance on the Americans with Disabilities Act (ADA) Accessibility Standards 

Guidance on Recreation Facilities 

Guidance on the Architectural Barriers Act (ABA) Accessibility Standards 

Animations on the ADA and ABA Standards 

Guidance on the ADA Accessibility Guidelines for Transportation Vehicles 

Architectural Barriers Act (ABA) Standards. Accessibility Standards.  

https://www.access-board.gov/aba/ 

Americans with Disabilities Act (ADA) Standards. 2010 ADA Standards for Accessible Design. 

https://www.access-board.gov/ada/ 

U.S. Access Board. (Proposed) Public Rights-of-Way Accessibility Guidelines. 

https://www.access-board.gov/prowag/ 

Uniform Federal Accessibility Standards (UFAS). 

https://www.access-board.gov/aba/ufas.html 

American Association of State Highway and Transportation Officials (AASHTO).  Guide for the 
Development of Bicycle Facilities (2012). 

https://www.access-board.gov/aba/ufas.html
https://www.access-board.gov/prowag
https://www.access-board.gov/ada
https://www.access-board.gov/aba
https://www.access-board.gov/guidance.html
https://www.codot.gov/business/civilrights/ada/resources-engineers
https://www.thorntonco.gov/government/citydevelopment/Pages/standards-specifications.aspx


 

 

    

 

 

   

 

  

Manual on Uniform Traffic Control Devices (MUTCD) for Streets and Highways. 

https://mutcd.fhwa.dot.gov/ 

National Center on Accessibility.  https://ncaonline.org 

Rocky Mountain ADA Center. https://www.rockymountainada.org 

https://www.rockymountainada.org
https://ncaonline.org
https://mutcd.fhwa.dot.gov


 

 

      
 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

APPENDIX P – Design & Construction Exception Form 



CITY OF THORNTON 

Statement of Fundamental Change or Undue Burden – Service, Program or Activity 

The Federal Regulations issued under Title II of the Americans with Disabilities Act require that 
each service, program or activity operated by the City be readily accessible to and usable by 
individuals with disabilities unless the action required to create such accessibility would result in 
fundamental alteration in the nature of a service, program or activity or in undue financial and 
administrative burdens. If an action would result in such an alteration or such burdens, a public 
entity shall take any other action that would not result in such an alteration or such burdens but 
would nevertheless ensure that individuals with disabilities receive the benefits or services 
provided by the City. (See 28 CFR §35.150(a)(3).) 
 
Where an action has been proposed in order to make a City-offered service, program or activity 
more accessible or usable by individuals with disabilities, but it has been determined that the 
proposed action would result in fundamental alteration in the nature of a service, program or 
activity or in undue financial and administrative burdens, this form should be completed and a 
copy of the complete, fully-signed form should be submitted to the Thornton ADA Coordinator. 
 

Description of City service, program or activity: ______________________________________ 

____________________________________________________________________________

____________________________________________________________________________ 

Description of action requested for increased accessibility: _____________________________ 

____________________________________________________________________________ 

Reason(s) that requested action would result in a fundamental alteration to the service, program, 

or activity or undue financial or administration burden to the City: _________________ 

____________________________________________________________________________

____________________________________________________________________________

____________________________________________________________________________ 

Description of measures taken to ensure individuals with disabilities receive the benefits and 

services provided by the city: ____________________________________________________ 

____________________________________________________________________________ 

 

                                                                                                                             APPROVED AS TO FORM: 

 

___________________________ 
                                                                                 City Attorney 

 

I hereby certify that (a) the above-described action has been determined to constitute a fundamental 
alteration or burden, and (b) the City has taken or will take actions to ensure that individuals with 
disabilities receive City benefits or services: 
PROGRAM COORDINATOR OR DEPT. HEAD 
 
Name: 
 
Title: 
 

CITY MANAGER OR DESIGNEE 
 
Name: 
 
Title: 



CITY OF THORNTON 

 

Statement of Structural Impracticability – New Construction 

The Federal Regulations issued under Title II of the Americans with Disabilities Act require that, 
when constructing a new facility, full compliance with ADA requirements is not required where a 
public entity can demonstrate that it is structurally impracticable to meet such requirements 
due to the unique characteristics of the terrain, which prevent the incorporation of accessibility 
features. (See 28 CFR §35.151(a)(2).) 

Where, in connection with a new construction project, a determination has been made that a 
City building or facility cannot be constructed to be in full and strict compliance with ADA 
requirements because of existing unique characteristics of the terrain, this form should be 
completed and a copy of the complete, fully-signed form should be submitted to the Thornton 
ADA Coordinator. 

Project Name: ________________________________________________________________ 

Project Number:_______________________________________________________________ 

Brief description of new construction project: ________________________________________ 

____________________________________________________________________________ 

____________________________________________________________________________ 

Element of project at issue: ______________________________________________________ 

Reason(s) that element cannot be built so as to be in strict compliance with current ADA 
requirements (attach design drawings, plans or additional sheets as necessary): ____________ 

____________________________________________________________________________ 

____________________________________________________________________________ 

Description of measures taken to ensure building or facility complies with ADA requirements to 
the maximum extent feasible: ____________________________________________________ 

____________________________________________________________________________ 

I hereby certify that I have made a good faith determination that the above-described element has 
been designed to comply with ADA requirements to the maximum extent feasible: 
ENGINEER 
 
Name: 
 
Title/License No.: 
 

DEPARTMENT HEAD 
 
Name: 
 
Title: 

 

                                                                                                                               APPROVED AS TO FORM: 

 

___________________________ 
                                                                                                       City Attorney 

 
 



CITY OF THORNTON 

 
 
 
 

Statement of Technical Infeasibility or Disproportionality – Alterations 
 

The Americans with Disabilities Act Accessibility Guidelines (ADAAG) state that in 
alterations, where compliance with applicable requirements is technically infeasible, 
the alteration shall comply with the requirements to the maximum extent feasible. (See 
36 CFR part 1191, Appendix B, §202.3, exception 2.) “Technically infeasible” is defined 
as: “with respect to an alteration of a building or a facility, something that has little 
likelihood of being accomplished because of existing structural conditions would require 
removing or altering a loadbearing member that is an essential part of the structural 
frame; or because other existing physical or site constraints prohibit modification or 
addition of elements, spaces, or features that are in full and strict compliance with the 
minimum requirements.” (See 36 CFR part 1191, Appendix B, §106.5) 
 
The Federal Regulations issued under Title II of the Americans with Disabilities Act 
require that, when a facility or part of a facility is altered, the facility shall, to the 
maximum extent feasible, be altered so that it is readily accessible to and usable by 
individuals with disabilities. (See 28 CFR 35.151(b)(4).) An alteration That could affect 
access to an area of a facility that contains a primary function shall be made so as 
to ensure that, to the maximum extent feasible, the path of travel to the altered area 
and the restrooms, telephones and drinking fountains serving the altered area are 
readily accessible to and usable by individuals with disabilities, unless the cost and 
scope of such alterations is disproportionate to the cost of the overall alteration. In this 
case, accessibility alterations will be deemed disproportionate to the overall alteration 
when cost exceeds 20% of the cost of the alteration to the primary function are. A 
“primary function” is defined as a major activity for which the facility is intended. (See 28 
CFR 35.151(b)(4).) 
 
Where, in connection with a proposed or current alteration project, a determination has 
been made that a City building or facility cannot be altered to be in full and strict 
compliance with ADA requirements because of existing structural, physical or site 
conditions or disproportionality, this form should be completed and a copy of the 
complete, fully-signed form should be submitted to the Thornton ADA Coordinator. 
 
 
 
 
 
 
 
 



CITY OF THORNTON 

 
 
 

 
Statement of Technical Infeasibility or Disproportionality – Alterations 

 
 
Project Name: ________________________________________________________________ 

Project Number:_______________________________________________________________ 

Brief Description of Alteration Project: ______________________________________________ 

____________________________________________________________________________ 

____________________________________________________________________________ 

Element of project that has been deemed technically infeasible or disproportionately expensive: 

____________________________________________________________________________ 

____________________________________________________________________________ 

If deemed technically infeasible, list reason(s) that elements cannot be in strict compliance with 

ADA requirements (attach design drawings, plans or additional sheets as necessary): ________ 

____________________________________________________________________________ 

____________________________________________________________________________ 

If deemed disproportionately expensive, attach calculations showing estimated cost of overall 

alteration project and estimated cost of accessibility (for path of travel to primary function area). 

List descriptions of measures taken to ensure building or facility complies with ADA accessibility 

requirements to the maximum extent feasible: _______________________________________ 

____________________________________________________________________________ 

____________________________________________________________________________ 
I hereby certify that I have made a good faith determination that the above-described element does, or 

has been designed to, comply with ADA requirements to the maximum extent feasible and/or the 

maximum extent possible in proportion to the cost of the overall alteration project, as indicated above: 

ENGINEER 
 
Name: 
 
Title/License No: 
 
 

DEPARTMENT HEAD 
 
Name: 
 
Title: 
 

 

 

                                                                                       APPROVED AS TO FORM: 
 

____________________________ 



CITY OF THORNTON 

                                                                 City Attorney 



 

 

 

    
 

 

APPENDIX Q – PUBLIC OUTREACH MATERIALS AND RESULTS 
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Thornton Public ADA Survey Results 

The public survey was provided through a link posted on the Thornton’s website and various social 
media platforms, sent directly to a list of citizens and other stakeholders provided by Thornton, and one 
thousand flyers making citizens aware of the survey were placed on food boxes and provided directly to 
low income and elderly citizens at central locations.  A total of 40 responses were received. The survey 
and the flyers were available in both English and Spanish and citizens could request a hard copy of the 
survey with pre-paid postage provided. Thirteen questions were posed of the citizens to determine 
existing issues with physical facilities and city programs and to identify potential areas of improvement. 
Two final questions asked if the survey respondents lived or worked in Thornton and if they wanted to 
receive follow-up communication to the survey. A summary of survey results are shown in following 
charts and summaries of comments. Individual responses were kept confidential by Thornton’s 
consultant but provided to the respective department(s). 

It should be noted that the results of this survey will tend to identify shortcomings or issues rather than 
provide positive feedback as most respondents who take the time to fill out the survey are attempting 
to remedy a specific issue they have had and those who are content with Thornton’s accessibility may 
not respond. Overall, approximately half of the survey respondents believe Thornton provides above 
average accessibility with about a fourth of the respondents believing Thornton provides average 
accessibility and about a fourth believing it is poor or they are uncertain.  

Slightly more than half of the respondents indicated they or someone they know has experienced some 
form of barrier or constraint that prevents or limits their ability to use City-provided programs or 
services. About a fifth of the respondents declined to responded to this question. Multiple questions 
were also posed to determine specific barriers to city programs and services.  These results and 
responses to these questions can be found in and following Figures 10, 11, and 12.  

About two-thirds of the respondents indicated they or someone they know has experienced some form 
of physical barrier or constraints on city-maintained pedestrian paths or in Thornton owned facilities. 
About a sixth of the respondents declined to responded to this question. Multiple questions were posed 
to determine specific barriers on paths and in facilities, these results and responses to these questions 
can be found in and following Figures 5, 6, 7, 8, and 9. 

The responses provided following the questions/figures listed above provide the locations of 
obstructions and could be used by Thornton when prioritizing repairs and removal of barriers. 

Some additional suggestions that were received included: 

• More handicap accessible swings/playground equipment with signs telling users who these 
items are for 

• Need for closed captioning for meetings 
• More accessible parking spots, there are often cones prohibiting the use of these spots 
• Citywide effort to inform residents to not block sidewalks with vehicles 

Additionally, there were a few general comments praising Thornton’s efforts: 

• Thank you for reaching out and listing to your residents! 
• Thornton has been the most accessible city I’ve lived in. Thank you for making this matter. 
• I’m glad that the ADA Transition Plan is seeking input. 
• Love that Thornton now has adaptive recreation. 
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SUMMARY OF RESPONSES 

 

Figure 1 

 

Figure 2 

Poor
10%

Fair
25%

Good
37%

Very Good
10%

Uncertain
18%

HOW WOULD YOU RATE THE OVERALL ACCESSIBILITY OF THE 
CITY'S FACILITIES, SERVICES (INCLUDING IT'S WEBSITE), AND 

PROGRAMS?

Yes
54%

No
20%

I Don't Know
26%

DO YOU BELIEVE THE CITY IS GENERALLY 
ACCEPTING/ACCOMMODATING OF PERSONS WITH 

DISABILITIES?
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Figure 3 

 

Figure 4 

Yes
57%No

25%

N/A
18%

IF YOU OR SOMEONE YOU KNOW HAS A DISABILITY, HAVE YOU 
OR THEY EXPERIENCED BARRIERS OR CONSTRAINTS 

(INCLUDING ANY AUDIO/VISUAL) THAT PREVENT OR LIMIT THE 
USE OF A CITY-PROVIDED PROGRAM OR SERVICE YOU OR THEY 

USE OR WOULD LIKE TO USE?

Yes
65%

No
22%

N/A
13%

IF YOU OR SOMEONE YOU KNOW HAS A DISABILITY, HAVE YOU 
OR THEY EXPERIENCED PHYSICAL BARRIERS OR CONSTRAINTS 

ON A CITY-MAINTAINED PEDESTRAIN PATH OR IN A CITY 
FACILITY YOU OR THEY CURRENTLY USE OR WOULD LIKE TO 

USE?
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Figure 5 

Specific locations that were mentioned in the responses including the following:  

• Cook Circle, North of 128th Place (West side) 
• Colorado Blvd at 144th  
• 144th from Holly to Washington 
• Colorado Blvd between 146th and 152nd 
• 152nd at Northwest Pkwy 
• Washington from 136th to 160th 
• 88th and Rosemary 
• Along Woodglenn Park 
• 104th Ave between Steele St and Erma Dr, light pole within sidewalk 
• Colorado Blvd between 104th and 108th, light poles within sidewalk on east side 
• 100th Ave between Steele and York, sidewalk incomplete on North side 
• 100th Ave and Riverdale Rd, no sidewalk to access bike path 
• Thornton Shopping Center, no sidewalk behind Culver’s requiring Safeway patrons to walk 

through parking lot 
• 84th Ave, sidewalk too narrow and in disrepair 
• 88th Ave, sidewalk too narrow and in disrepair 
• 128th Ave eastbound near Walmart, sidewalk ends 
• York St and Lilly Dr, sidewalk too narrow 
• 92nd and Vine, no sidewalk at bus stop 
• Northside, waiting for developers to complete section by section, impossible to access retail, 

housing, and services 
• South Thornton 
• Original Thornton, sidewalks too narrow, broken, or missing* 
• Various* 

(*denotes multiple responses with the same location) 

Yes
82%

No
18%

HAVE YOU ENCOUNTERED MISSING SECTIONS, 
INACCESSIBLE LOCATIONS OR POOR CONDITIONS 

RELATED TO CITY SIDEWALKS?
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Figure 6 

Specific locations that were mentioned in the responses including the following:  

• Multiple responses referenced their response from the question in Figure 5* 
• Cook Circle  
• 128th Place 
• Colorado Blvd at 144th 
• 144th from Holly to Washington 
• Colorado Blvd. between 146th and 152nd 
• 152nd at Northwest parkway 
• Washington from 136th to 160th 
• 134 Way at Williams St 
• Poze and Dichter Court, in front of Christian Daycare facility 
• South Thornton 
• Original Thornton* 
• Various* 

(*denotes multiple responses with the same location) 

 

Yes
47%No

53%

HAVE YOU ENCOUNTERED AREAS WHERE CURB RAMPS 
ARE MISSING OR INACCESSIBLE?
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Figure 7 

Specific locations that were mentioned in the responses including the following:  

• 144th and Colorado 
• 144th and Madison 
• 144th and Detroit 
• 144th and York 
• 144th and Franklin 
• 144th and Washington 
• 144th and Birch 
• 144th and Cherry 
• Dichter and Poze* 
• 98th and Corona 
• 108th and Colorado 
• Yucca Way (entire length) 
• By Riverwalk Ballpark 
• Largest intersections do not have enough crossing time 
• More audible signals and truncated domes needed 
• South Thornton* 
• Original Thornton* 

(*denotes multiple responses with the same location) 

 

Yes
38%

No
49%

N/A
13%

IF YOU OR SOMEONE YOU KNOW HAS A DISABILITY, 
HAVE YOU OR THEY ENCOUNTERED STREET OR 

INTERSECTION CROSSINGS WHERE LACK OF PEDESTRAIN 
CROSSING SIGNALS OR MEDIANS AFFECTS YOUR ABILITY 

TO CROSS THE STREET?
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Figure 8 

Specific locations that were mentioned in the responses including the following:  

• Multiple responses referenced their response from the question in Figure 7* 
• 144th and Colorado 
• 144th and Madison 
• 144th and Detroit 
• 144th and York 
• 144th and Franklin 
• 144th and Washington 
• 144th and Birch 
• 144th and Cherry 
• 104th and Colorado 
• Poze, many crosswalks need clearly marked crossings and maybe flashing lights too 
• More audio signals* 

(*denotes multiple responses with the same location) 

 

Yes
38%

No
62%

HAVE YOU ENCOUNTERED STREET OR INTERSECTION 
CROSSINGS WHERE LACK OF PEDESTRAIN VISUAL OR 

AUDIO CROSSING SIGNALS OR MEDIANS AFFECT YOUR 
ABILITY TO CROSS THE STREET?
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Figure 9 

Specific locations that were mentioned in the responses including the following:  

• Cook Circle, bushes overgrown 
• 128th Place, bushes overgrown 
• Woodglenn Park (115th and Madison) 
• 108th Ave from Cherry St to Colorado Blvd 
• Bertha Heid School 
• York, south of 120th  
• 136th near Wykstra, services vehicles frequently parked on sidewalk 
• South Thornton 
• Various, businesses placing signs on sidewalks* 
• Various* 
• Original Thornton* 

(*denotes multiple responses with the same location) 

 

Yes
62%

No
25%

N/A
13%

IF YOU OR SOMEONE YOU KNOW HAS A DISABILITY, HAVE 
YOU OR THEY ENCOUNTERED ANY PHYSICAL 

OBSTRUCTIONS LIKE TREES / LOW HANGING BRANCHES, 
BUSHES, RETAINING WALLS, SIGNS, OR FIRE HYDRANTS 

THAT HAVE PREVENTED YOU OR THEM FROM UTILIZING A 
SIDEWALK?
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Figure 10 

Specific challenges that were mentioned in the responses including the following:  

• Transportation to/from city facilities limits involvement 
• Transportation during Covid has made it impossible to get services 
• Community Center is inaccessible 
• Farmers Market Zoom meetings 
• Would like more information on what services and programs are available for wheelchair users 
• Finding deaf friendly events is difficult, would like to see movies in the park with captions 
• Extreme ramp at civic center to water department 
• Hard to access council chamber 
• Adult changing tables in city facilities 
• Some programs offered at places RTD does not service (Trail Winds) 

 

Yes
30%

No
47%

N/A
23%

IF YOU OR SOMEONE YOU KNOW HAS A DISABILITY, ARE 
YOU OR THEY AWARE OF ANY CITY PROGRAMS OR 

SERVICES YOU OR THEY WOULD LIKE TO PARTICIPATE IN 
OR UTILIZE BUT CANNOT DUE TO ACCESSIBILITY 

CHALLENGES?
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Figure 11 

Specific barriers/locations that were mentioned in the responses including the following:  

• Extreme ramp at civic center to water department 
• Hard to access council chamber 
• At some City events City vehicles were parking in handicap spaces, unable to unload accessible 

vehicle 
• Same parks lack sidewalks for wheelchairs to access covered tables 
• Community Center 
• Niver Creek 
• Pecos Park 
• High Ridge Court Park 
• Wheelchair accessible dog parks requested 
• City maintenance works parking on sidewalks 
• Need visual markings on stair steps at rec centers, difficult for visually impaired to see edge of 

steps 

 

Yes
37%

No
31%

N/A
32%

IF YOU OR SOMEONE YOU KNOW HAD A DISABILITY, HAVE 
YOU OR THEY ENCOUNTERED ANY PHYSICAL BARRIERS OR 
OBSTRUCTIONS WITHIN A CITY BUILDING OR PARK THAT 

PREVENTED YOU OR THEM FROM UTILIZING OR 
PARTICIPATING IN A SERVICE OR PROGRAM?
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Figure 12 

Specific policies/practices that were mentioned in the responses including the following:  

• Access to needed services challenging when communication is not happening between 
departments 

• Reservations for programs are made on a website that elderly people with disabilities cannot 
access since they do not necessarily have computers at home 

• Meetings do not have closed captions or signer for those with hearing impairment 

 

 

Figure 13 

Yes
13%

No
53%

N/A
34%

IF YOU OR SOMEONE YOU KNOW HAS A DISABILITY, 
HAVE YOU OR THEY OBSERVED POLICIES OR PRACTICES 

WHICH INHIBIT THE USE OF CITY SERVICES?

Yes
97%

No
3%

DO YOU LIVE OR WORK IN THORNTON?



 

 

   
 

 

   
 

 
 

  
 

 
  

 

  
 

 
  

  
 

  

APPENDIX R – ADA COORDINATOR CONTACT INFO 

City of Thornton ADA Coordinator 

Bill Rush 
Risk Management Department 

9500 Civic Center Drive 
Thornton, Colorado 80229 

Ph: 303-538-7334 

Email: adacoordinator@thorntonco.gov 

Hours 
Monday - Friday 

8:00 a.m. - 5:00 p.m. 
(Excluding City holidays) 

mailto:adacoordinator@thorntonco.gov


 

 

    

  
APPENDIX S – COMPLAINT & GRIEVANCE PROCEDURES 



 

 

  
  

  
 

 
  

   
   

 

  
 

  
  

    
   

 
 

 
 

 

   
   

  
  

    
 

 
     

  

    
    

   
  

 
     

   

City of Thornton 
Grievance Procedure under 

the Americans with Disabilities Act 
June 2020 

This Grievance Procedure is established to meet the requirements of the Americans with Disabilities Act 
of 1990 ("ADA"). It may be used by anyone who wishes to file a complaint alleging discrimination on the 
basis of disability in the provision of services, activities, programs, or benefits by Thornton. Thornton's 
Personnel Policy governs employment-related complaints of disability discrimination. 

The complaint should be in writing and contain information about the alleged discrimination such as 
name, address, phone number of complainant and location, date, and description of the problem and 
possible solutions. Alternative means of filing complaints, such as personal interviews or an audio 
recording of the complaint, will be made available for persons with disabilities upon request. 

The complaint should be submitted by the complainant and/or the complainant’s designee as soon as 
possible but no later than 60 calendar days after the alleged violation to: 

ADA Coordinator 
City of Thornton 

9500 Civic Center Drive 
Thornton, CO 80229 

adacoordinator@thorntonco.gov 

Within 15 calendar days after receipt of the complaint, the ADA Coordinator or designee will meet with 
the complainant to discuss the complaint and the possible resolutions. Within 15 calendar days of the 
meeting, the ADA Coordinator or designee will respond in writing, and where appropriate, in a format 
accessible to the complainant, such as large print, Braille, or audio recording. The response will explain 
the position of Thornton and, if deemed necessary, offer options for substantive resolution of the 
complaint. 

If the response by the ADA Coordinator or designee does not satisfactorily resolve the issue, the 
complainant and/or the complainant’s designee may appeal the decision within 15 calendar days after 
receipt of the response to the Human Resources Director or designee. 

Within 15 calendar days after receipt of the appeal, the Human Resources Director or designee will meet 
with the complainant to discuss the complaint and possible resolutions. Within 15 calendar days after 
the meeting, the Human Resources Director or designee will respond in writing, and, where appropriate, 
in a format accessible to the complainant, with a final resolution of the complaint. 

All written complaints received by the ADA Coordinator or designee, appeals to the Human Resources 
Director or designee, and responses from these two offices will be retained by Thornton according to 
Thornton’s record retention schedule. 

mailto:adacoordinator@thorntonco.gov


 

 

   

  

               
              

            
   

         
            

               
              
             

           
 

             
             

              
        

 
     

 

   
 

          
 

             
            

 
 

 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

    
 
 

              
 

 

              
            

 

CITY OF THORNTON 

ADA GRIEVANCE FORM 

Under Title II of the Americans with Disabilities Act (ADA) the City of Thornton is required to make 
City facilities, services, and programs accessible to people with disabilities and in compliance with the 
ADA. Please fill out this form if you feel that you have not been able to access any facility owned, 
leased, and/or operated by the City; participate in any activity, service, or program offered by the 
City; participate in any other element of the City of Thornton’s government because of an 
accessibility issue; or have been discriminated against based on your disability. Your complaint will be 
investigated and you will be contacted with the results, or how to further proceed. This form and 
process are designed to provide you with the opportunity to quickly and effectively resolve any 
issue(s) as they relate to the ADA and the City of Thornton. For organizations or businesses outside 
the City of Thornton’s responsibility please contact the Department of Justice at 1-800-514-0301. 

Instructions: Please fill out this form completely. Sign and return to: City of Thornton, ADA Coordinator, 
9500 Civic Center Drive, Thornton, CO 80229. This information will not be shared with anyone outside 
this organization unless instructed otherwise by you. Please note that this grievance procedure is for 
facilities, services and programs owned and/or operated by Thornton. 

Your name (complainant): 

Address: 

Telephone Numbers: Home Work _ Cell 

Reason for grievance/complaint, or why you feel you have been discriminated against. Please be 
specific and provide as much information as possible (i.e. location, date, time, names, etc.). 

Your signature 

If you have questions about this form, please contact the ADA Coordinator at 303-538-7334 or email 
adacoordinator@thorntonco.gov 

Please allow the City of Thornton 15 business days to investigate and respond to your complaint. City 
of Thornton administrative office hours are Monday through Friday, 8:00AM to 5:00PM 

mailto:adacoordinator@thorntonco.gov


 

  
 

       
 

 

 

  
 

  
 

 

 
  

 

   
  

 
 

 
   

 
   

 

   
 

 
 

 
 

 
 

 
 

  
   

 
 

   

    

 
 

 
 

 
 

 
  

 
 

 
 

   
 

 
 

 
 

 
 

 
 

   

    
 

 

APPENDIX T – SUMMARY OF WORK COMPLETED TOWARDS TRANSITION PLAN 
IMPLEMENTATION 

STATUS OF TRANSITION PLAN GOALS 

GOAL DESCRIPTION YEAR 
ADDED 

YEAR 
ACCOMPLISHED 

COMMENTS 

Establish assessment criteria for future 2021 2021 Modified narrative of 
field evaluations of public ROW Section 2.2.2 to reflect how 
pedestrian facilities and classify high achieve goal will be 
priority corridors throughout Thornton integrated in City practice. 
to identify barriers. 

Perform field evaluations of publicly 
owned, leased, or operated parking lots 
and curb ramps to access publicly 
owned, leased, or operated parks and 
open spaces and Thornton facilities. 

2021 2021 Carpenter Park, Community 
Park, Northern Lights Ball 
Fields Park completed. 

Modified narrative of 
Section 2.2.2 to reflect how 
achieve goal will be 
integrated in City practice. 

Finalize evaluation approach and 
perform evaluations on as many publicly 
accessible spaces within City owned, 
leased, or operated facilities as possible 
within the 2021 budget. Rank and 
prioritize issues according to the matrix 
and program as funding allows. 

2021 2021 City Hall, City Development, 
IMC, Community 
Connections, Carpenter Rec 
Center, Courts Building, 
Police Building completed. 

Modified narrative of 
Section 3.2.1 to reflect how 
achieve goal will be 
integrated in City practice. 

Develop formal guidance on pedestrian 
street crossing locations.  Guidance 
should address maximum spacing 
between street crossings and criteria for 
pedestrian signals and pushbuttons. 

2021 2021 City adopted memo as a 
guideline for future City 
policies. 

Modified narrative of 
Section 3.2.2 to reflect how 
achieve goal will be 
integrated in City practice. 

Develop a ranking system to help 2021 2022 The City has adopted a 
prioritize and schedule implementation prioritization methodology 
of accessibility improvements on as described in the Plan. 
pedestrian facilities along Thornton’s 
transportation network considering the 
level of severity of a barrier’s impact to 
accessibility while acknowledging fiscal 
constraints. The ranking system should 
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consider the location, level of use by the 
public, proximity to public facilities and 
public transit, severity of barriers, 
geographic distribution, and/or cost. 
Perform field evaluations on Carpenter 
Park and Northern Lights Park to identify 
and remove barriers.  Develop an 
approach and schedule to evaluate the 
remaining Thornton parks in subsequent 
years based on geography, park usage, 
unique play features, programs (i.e., 
festivals, events), funding and 
replacement schedule. 

2021 2021 Carpenter Park, Community 
Park, Northern Lights Ball 
Fields Park completed. 

Modified narrative of 
Section 3.2.3 to reflect how 
achieve goal will be 
integrated in City practice. 

Expand GIS database to capture park 2021 In progress 
features (playground equipment, picnic 
tables, etc.), park types (dog park, 
baseball field, etc.), additional trail data 
such as pavement type, trail condition, 
and other features, and accessible 
parking spaces to help Thornton 
determine where funds should be 
directed to increase accessibility of the 
parks and trail systems. 

Identify technical training opportunities 
and resources for different City 
Departments. 

2021 2021 City Staff attended ADA 
training provided by 
Benesch. 

Modified narrative of 
Section 3.3 to reflect how 
achieve goal will be 
integrated in City practice. 

Develop projected timeline for barrier 
removals to assist with making budgeting 
decisions 

2021 2021 Program budgets and 
associated timelines for 
barrier removal are included 
in Appendix N. 

Develop ADA checklists to assist City 
Staff with design review and 
construction oversight. 

2021 2021 Development review and 
inspection checklists were 
created. 

Modified narrative of 
Section 4.1 to reflect how 
achieve goal will be 
integrated in City practice. 
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Examine current City engineering 
standard details and evaluate 
incorporation of PROWAG guidelines. 

2021 2021 City standard curb ramp 
details were reviewed and 
updated. 

Modified narrative of 
Section 4.1 to reflect how 
achieve goal will be 
integrated in City practice. 

Dedicate and develop internal resources 
for ease of use and access to alternative 
forms of communication when 
requested by a person with a disability in 
a timely manner. This includes obtaining 
TTD/TTY phone lines or similar relay 
system. 

2021 2021 The City began using 
userway.org and 
SiteImprove to improve 
website legibility and 
accessibility. 

Perform inventory on indoor permanent 
signage throughout City facilities to 
determine where Braille is present and 
replace signage which does not include 
Braille where required. 

2021 2021 The City established an 
inventory in 2021 and is 
addressing upgrades on an 
as-needed basis. 

On all communications sent to the public 
inviting them to City-run meetings, open 
houses, events, etc., include standard 
language notifying those who require 
accommodations of who to contact, how 
to contact them, and the date by which 
requests should be made. 

2021 2021 City integrated contact info 
for inquiries to standard 
communications. 

Modified narrative of 
Section 4.3 to reflect how 
achieve goal will be 
integrated in City practice. 

Create an ADA Coordinator position at 
Thornton whose main responsibility and 
focus is related to ADA compliance, 
support and increasing accessibility. 

2021 In progress 
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SUMMARY OF BARRIERS REMOVED 

FACILITIES 

Year Barriers Removed/Spaces Updated (Each/SF) 

2023 • ADA door operator at Carpenter rec 
center 

• Replaced four ADA plumbing fixtures at 
the Justice center 

CURB RAMPS 

Year # of Curb Ramps (Each) 

2021 125 

2022 23 

2023 11 

SIDEWALK 

Year Sidewalk (LF) 

2021 2,609 

2022 2,625 

2023 1,697 

PEDESTRIAN PUSH BUTTONS 

Year # of Push Buttons (Each) 

2022 30 (height adjusted to within acceptable range) 

2022 8 (reach adjusted to within acceptable range) 
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2023 8 (accessible pushbutton station installed) 

2023 8 (reach adjusted to within acceptable range) 

PARK FACILITY 

Year # of Barriers Removed (Each) 

2022 6 (significant concrete work, resurfacing work, 

and playground falling material) 

2023 8 (significant concrete work, resurfacing work, 

and playground falling material) 

TRAILS 

Year Trail/# of Barriers Removed (LF/Each) 
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